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EXECUTIVE SUMMARY

This report documents the results of a two year study to make sneak circuit analysis (SCA)
more effective by simplifying the procedure and integrating it into the design process.
This effort entailed (1) the conduct of a literature search and an SCA user survey to
ascertain current methodologies and techniques associated with SCA and its support of
other reliability analyses, (2) development of a simplified, manual procedure which provides
design rules for avoiding sneak .paths and guidelines for identifying common types of sneak
conditions, and (3) development of an automated version of the procedure integrated with a
popular; computer-aided design (CAD) tool.

The literature search identified two comprehensive, non-proprietary sources for SCA clue
lists. In all, six clue lists were evaluated, with clues falling into one of two broad
categories:

- Those applicable to specific topological patterns in switching circuits and used for
identifying sneak paths.

- Those applicable to specific circuit devices or functions and used for identifying
design concerns and to a lesser exient sneak paths.

The most significant problems associated with the clue lists are their lack of structure to
facilitate culling inapplicable clues, inclusion of subjective areas in what should be an
objective analysis, and inclusion of topics better handled by other analyses.

In the user survey, 42 potential SCA users were contacted, and seven provided useful
information by responding to a survey questionnaire. The findings indicated network trees
are required for a comprehensive search for sneak paths. However, these trees are difficult
to implement in that they require significant data processing (performed by proprietary
software) for (1) generating a circuit connectivity list (net list) defining the entire system,
(2) filtering redundant or non-essential information from the list, and (3) partitioning the
net list into segments suitable for manual application of the clues. This study concentrated
on developing guidelines for identifying sneak circuits that are independent of circuit
topology, thereby eliminating the need to generate network trees.

Additional findings of the user survey were:

- The current, prevalent procedure for SCA consists of automated formatting and

partitioning of schematic and net list data, semi-automatic generation of network
trees, and manual application of sneak clues and design concerns.

- Efforts are underway for reducing, the requisite computer resources from a
mainframe to a workstation ————- .~

- Functional networks (e.g., block diagrams) are rarely analyzed.

vi



- The most prevalént types of analysés for which SCA databases .and results are
shared are FMEA and fault tree analysis.

The last point was supported by a survey of related analyses conducted as part of this
study. The analyses survey also found that fault tolerance design compliance analysis has
an important interface with SCA because the criticality of the functions that make SCA
necessary also require fault tolerance, and the Ilatter must address the absence of design
hazards (such as sneak circuits) that can defeat its purpose.

The manual SCA procedure was documented in a separate report entitled Sneak Circuit
Analysis for the Common Man (report number RADC-TR-89-223). The procedure is
intended for the design engineer or electronics reliability analyst without prior SCA
experience. The report includes a simplified set of sneak related design concern clues that
can be applied to circuitry at the assembly: or subsystem levels by personnel who
understand the operation of the circuitry and the devices comprising it. Supplementary
explanations, problem illustrations, and recommended solutions are also provided. The
clues address areas such as improper switching elements in power return lines, timing
problems associated with relay circuits, and problems associated with application and
removal of power to digital circuitry. The report can also serve as a guidebook for
familiarizing engineers with the techniques for designing circuits free of commonly
encountered sneak problems.

An SCA tool (SCAT) was developed to automate the manual procedure and to extend it to
include automatic identification of sneak paths in switching circuits. An example of a
sneak path identified by SCAT is shown in Figure 1. The highlighted path begins at the
point labeled SRC, passes through relay K1 (switch contact), switch S2, and back through
relay K1 (coil) before terminating at ground. The sneak results in an oscillatory condition
that alternately energizes and de-energizes the relay. SCAT designates the path by listing
the affected devices in their order of appearance along the path (i.e., K1-§, S2, K1-C).

The SCAT program requires only a few minutes to run, the actual time being dependent
upon the size of the circuit analyzed. As in the manual procedure, the SCAT user must
understand the operation of the circuit under analysis in order to evaluate identified sneak
paths and to respond to prompts addressing design concerns. The program, consisting of
an expert system knowledge base augmented by external code, runs on IBM-PC/XT, /AT
or 80386 class microcomputer running under MS-DOS. The user must provide the M.1
(Teknowledge, Inc.) expert system inference engine software environment to run the SCAT
program. Input to SCAT consists of net lists generated by a popular, commerciaily
available schematic capture program (OrCAD/SDT III) that must also be provided by the
user.

This report concludes with an evaluation of current SCA control and monitoring procedures
and in this regard recommends revision of two existing DIDs. The revisions address data
requirements tor performing follow-up SCA effectiveness and thoroughness studies.
Examples of the revised DIDs are provided in the appendices to this report as is a detailed
user’s manual for the SCAT program.
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Chapter 1
INTRODUCTION

This report documents the results of a two year study to make sneak circuit analysis (SCA)
more effective by simplifying the procedure and integrating it into the design process.
Sneak circuit analysis is defined in MIL-STD-785B, the military standard for reliability
programs, as a procedure “to identify latent paths which cause occurrence of unwanted
functions or inhibit desired functions, assuming all components are functioning properly”.
The procedure is particularly applicable to military systems because of the potential for
identifying and correcting design weaknesses that could lead to catastrophic failure’.
However, the procedure is not as widely used as it should be primarily because:

- Its conduct is expensive, being highly labor intensive and often requiring an
independent contractor having specialized tools and trained analysts.

- The effort requires complete documentation and therefore is usually performed
late in the design cycle or early in the production phase when changes are
more costly and difficult to implement.

- The separation of the organization performing the analysis from the
organization responsible for the design often leads to problems being
incorrectly identified or to identified problems not being corrected.

The objective of this study was to overcome these deficiencies by simplifying the
procedure and integrating it with other analyses performed during the design phase. To
this end, we (1) conducted a literature search and a SCA user survey to ascertain current
methodologies and techniques associated with SCA and its support of other reliability
analyses, (2) developed a simplified, manual procedure which provides design rules for
avoiding sneak paths and guidelines for identifying common types of sneak conditions, and
(3) developed an automated version of the procedure integrated with a popular computer-
aided design (CAD) tool. The procedures are intended for the reliability analyst or design
engineer without prior SCA experience.

The results of these three tasks are described in the remainder of this report. Chapter 7,
Background and Interim Results, summarizes conventional SCA procedures and briefly
discusses objectives and accomplishments during the first half of this contract including
development of a new, manual procedure. Chapter 3, Automated SCA, describes the
development and operation of the new, automated procedure, its integration with existing
design tools, and its relevance to other reliability analyses. Chapter 4, SCA Control and

' This report does not address a related procedure for software, Sneak Software
Analysis.




Monitoring, presents recommendations for data collection to assist in managing and
evaluating contractual SCA efforts.  Chapter 5, Recommendations for Further Study,
addresses areas that were beyond the scope and resources of the current study. A user’s
manual for the automated SCA tool (SCAT) and proposed data items for control and
monitoring of SCA appear in appendices to this volume of the report:

The SCAT software, consisting of an expert system knowledge base augmented by
programs coded in C, is documented in Volume II of this report. The documentation
consists of printouts of the C source code and knowledge base, both of which include
extensive comments, and descriptions of the program flow and data structures utilized. For
ease of reference, each major subprogram and knowledge base segment is listed in the
table of contents for Volume IL

This study was a two year effort commencing on September, 1987. SoHaR Incorporated,
the prime contractor for this study, was responsible for developing the manual and
automated procedures described in the report and for writing the C-code and M.1
knowledge bases required for SCAT. Fail-Safe Technology Corporation was the principal
contributor for development of the control and monitoring procedures. An analysis and
evaluation of candidate expert systems for the automated procedure was performed by Dr.
Lawrence Press, a consultant to SoHaR. Overall technical direction was provided Mr.
Biuce Dudley, RADC/RBER.




Chapter 2
BACKGROUND

SCA has been in use for over 20 years, the first major computer aided version having been
developed for the NASA Apollo program in 1967 by the Boeing Company [CLART76].
The original application of SCA was for switching and relay networks for engagement and
disengagement of control functions such as those used in automatic pilots and in missile
and spacecraft systems. These applications are referred to as “electro-mechanical circuits”
in MIL-STD-785B, where SCA is specified as Task 205; in this report the shorter terms
“switching circuits" or "relay circuits" are used (the two expressions are considered
synonymous). The change in terminology also recognizes that relays are no longer
exclusively electro-mechanical devices.

2.1 Conventional Techniques

The techniques for identifying topological sneak paths in switching or relay circuits are
applicable to all functions that evaluate Boolean variables exclusively, Such circuits may
be comprised of manual or sensor-operated switches, electro-mechanical or solid state
relays, or combinatorial digital logic circuits (but not sequential or memory-dependent
ones). The logic circuits are modeled by their switching circuit (switch and diode)
equivalents. Functional paths such as those between relay coil and contact and between
poles of a multiple pole switch are also modeled.

The primary objectives of SCA in switching circuit applications are to uncover sneak
problems in four principal areas:

Sneak Paths Unintended electrical paths within a circuit and its external
interfaces.

Sneak Timing Unexpected interruption or enabling of a signal due to switch
circuit timing problems.

Sneak Indications Undesired activation or de-activation of an indicator.

Sneak Labels Incorrect or ambiguous labelling of a switch.

Because it was found that frequently encountered causes of sneak circuits were associated
with distinct topological patterns on circuit diagrams, the identification of these patterns and
the recording of specific circuit attributes applicable to each pattern were considered
efficient means of using past experience to guide a current analysis. This conventional
approach led to the development of semi-automated methods of isolating the topological




patterns in relay circuits and to the generation of clue lists applicable to each type of
topological pattern. The most significant of these patterns are the "Y" (power dome),
inverted "Y" (ground dome), and "H" (cross-tie) where in each case the pattern depicts
power flow from source(s) to ground(s). Additional patterns for analog and digital signal
flow have also been developed.

A simple example of the conventional approach is demonstrated with the help of Figure 2-
1. The functional circuit depicted in part A of the figure is intended to prevent routine
opening of a cargo door unless the aircraft is on the ground. For this reason, the primary
switch that controls the door opening is energized through the Gear Down contactor. A
secondary switch permits emergency operation of the door when the gear is not down.
Due to a sneak path, closure of the emergency door switch when the primary switch is
closed will inadvertently lower the landing gear.

In the conventional SCA approach, accurate, production-level drawings of the circuitry are
required to insure all circuit paths are considered by the analysis.  The circuit
interconnection data are partitioned for constructing "network trees" to filter non-relevant
schematic data and generate a visually simplified presentation of the circuit. Several
versions of the trees may be required to analyze circuit switching configurations
corresponding to a timed sequence of system states.

The topology of each network tree is analyzed for the appearance of the key patterns; for
the cargo door example, an "H" pattern is recognized. The H pattern is more apparent
from the network tree drawn in part B of Figure 2-1 than from the circuit schematic drawn
in part A. The tree is constructed by tracing all possible paths from power to ground
assuming all switches are closed, and is drawn such that power flows from top to bottom.
Appropriate topologically oriented sneak clues are then applied to the pattern, and if an
answer is affirmative, the sneak path is identified. In this example, it can be prevented by
insertion of a diode in series with the primary switch as shown in part C of the figure.

In recent years, the scope of SCA has been expanded to include clues for identification of
design concerns in analog and digital circuitry. Some design concerns imply the existence
of a sneak path or sneak timing while others are completely unrelated to sneak conditions
and merely indicate a violation of good design practice. Design concern clues aid the
analyst to identify potential problems affecting specific devices or circuit functions.
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SCA is..a highly labor intensive task requiring significant computer resources for support.
For this reason, it is typically applied only to mission or safety critical areas of a system.
The circuit interconnection data for these sub-systems can be quite complex, with
documentation spread over many drawing$ (e.g., circuit card schematics, inter-card wiring
lists, and subsystem cabling diagrams). Automated techniques for capturing the circuitry
and generating network tree interconnection data have been developed and have proved to
be indispensable for efficient, accurate and thorough analysis of large systems. The
software for performing the circuit data capture and tree generation is considered highly
proprietary by those contractors that have developed an SCA capability. Furthermore, a
team of specially trained analysts are required to apply sneak clue lists (many of the lists
are considered proprietary as well) to the hundreds of network trees that are typically
generated. For these reasons, performance of the analysis is limited to SCA contractors in
all but the simplest of cases.

2.2 Interim Results

In order to build a foundation for the development of a simplified integrated version of
SCA, a data collection task was performed. The task consisted of three major activities:

1. A literature search
2. A user survey
3. A survey of related analysis techniques

The collected data was evaluated in the specific areas of clue lists, SCA techniques and
related analyses. The data and the evaluation results are summarized in the following
sections.

2.2.1 Literature Search and Analysis

The literature search identified existing, available information related to sneak analysis
techniques, methods of execution, and problem areas. Sources included the DTIC, NTIC
and UCLA library data bases. The search also identified design tools that could be
integrated with SCA to enable a design engineer to perform the analysis as an ongoing part
of the design process. The tools investigated were (1) computer aided design products
presently being used for electronic equipment design and (2) expert system building tools
for test and analysis applications. A listing of significant references appears in the
bibliography of this report.

The performance of SCA is centered on the use of clue lists serving as checks or guides
for the analysis. Two broad categories of clues can be distinguished:

- Clues applicable to specific topological patterns in switching circuits and used
for identifying sneak conditions.




- Clues applicable to specific circuit devices.or functions and used for identifying
design concerns and to a lesser extent sneak-.conditions.

Two of the references identified by the literature search are comprehensive, non-proprietary
sources for SCA clues. This is significant since sneak clue lists have traditionally been
considered propnetary and were not published. Reference [NP3634] includes 106 clues in
three major categories: (1) tree topograph, (2) piece-part and circuit configuration, and (3)
design concerns. Clues in the latter category are accompanied by explanatlons to assist
less experiericed analysts. Reference [MS1543B] includes 128 clues also in three major
categories: (1) functional, (2) design oriented, and (3) design concem. The design
oriented clues are written so as to enable identification of sneak conditions (i.e., paths,
timing, indications and labels) without reference to network tree topographs.

An evaluation of these clue lists and four others obtained during the course of this study
(covering approximately 150 unique clues) revealed that while the clue lists provide a
valuable guide for relatively inexperienced personnel, they are time consuming and tiring to
use because they:

- Lack structure by not being arranged in a manner that permits skipping a
number of subordinated items when a negative (no sneak circuit possible)
finding is reached for a top level clue.

- Mix areas in which subjective analysis is required (such as the appropriateness
of labels) with areas in which clear decisions are possible (such as the
possibility of unwanted current flow).

- Include questions that are clearly the responsibility of the design engineer (such
as the compatibility of loads with power sources).

Information on problems related to the performance of SCA has been amply reported in the
literature ([BALDS87], [BURAS82]) and are evident in final reports of specific SCA
applications.  The major problem areas arise from performing SCA too late in the
development cycle by a SCA specialty team too removed from the design effort and from
the diversity of interests of the performing organization with the organization responsible
for the design. Thus, the results of a thorough analysis are typically contested by the
design organization either because the sneak circuits identified in fact do not pose a
problem or because their degree of significance does not justify the cost of their removal.
The solution is to simplify the analysis such that it can be applied in the early phases of
the design effort either by design personnel or under their guidance.

The purpose of the CAD survey was to identify methods by which an automated SCA tool
could easily interface with a schematic capture tool and to select a specific schematic
capture product for implementing this interface. These products accommodate on-screen
graphical and textual editing of circuit schematics and include provisions for outputting
circuit interconnection data in various formats for use by other products such as those for
circuit board trace routing and circuit or logic analysis. Methods of integration that were
considered included feedback of SCA results into the on-screen schematic, incorporation of



SCA clues into the design error checking facilities found in many of the products, and use
of the circuit interconnection data (the schematic net list) as an_input for the SCA tool.

A voluminous amount of information on CAD techniques is available in the literature. In
order -t0 focus on the study objectives, the scope of the search was limited to schematic
capture products capable of running on a personal computer. The personal computer (e.g.,
the IBM-PC family of desktop microcomputers) is becoming prevalent in engineering
organizations as its computing performance and memory capacity have increased, and a
growing number of circuit design and analysis applications are available that take advantage
of these gains. PC-based schematic capture and circuit analysis products provide a cost-
effective means for interfacing SCA with design data particularly during the early phases of
a development effort.

The extent of the investigation of schematic capture products performed during this study is
shown in Table 2-1. Data for the table were compiled in August of 1988. In addition to
basic product information (year product was introduced, number of sales, and cost), the
table also includes the following technical characteristics:

Library size The number of unique, graphical component symbols available
for schematic editing.

Library type Type of components covered; analog (A), digital (D), or both.
EDIF Net List Compatibility with the EDIF industry data formatting standard.
Layout Tool Product can also perform component layout.

Analysis Tool Product can also perform circuit or logic analysis.

External Annotation Capability for external programs to modify the schematic.

Hierarchical Schematics  Capability for representing schematic data hierarchically in
addition to a flat, multi-page format.

Rule Checking Provisions for identifying violation of design rules.

Video Compatible with high resolution color monitors (C), high
resolution monochrome monitors (M) or both (B).

Based upon this investigation, the possibility of displaying SCA results within the on-screen
schematic was considered impractical because none of the products surveyed provided a
means for graphically highlighting a specific component or path, and except for one
product® "hooks" were not provided in their software for a user to do so. An additional
objection for attempting this involves the MS-DOS operating system for the PC. The user

*pProduct "B" in Table 2-1 provides an open database and ASCII file formats.
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would have to manually perform the time consuming steps of exiting and re-entering the
programs each time he desired to view the SCA results on the schematic.

The possibility of adding sneak circuit checklists to CAD schematic capture products was
also investigated. Most schematic capture products include a rule checking capability for
identifying certain types of drawing errors. The rule checking code, however, is in a
closed format that cannot be modified without detailed knowledge of the entire schematic
capture program. Alternatively, the net list output of the captured schematic can be used
as an input to an external program for automating the SCA checklists. This latter approach
is the one chosen for SCAT and is described later in this report.

Of the products surveyed, OrCAD/SDT was the one selected for integration with the
automated SCA tool because of its compatibility with MS-DOS, low cost, wide popularity,
and provisions for generating net lists in an industry standard format (specifically,
Electronic Data Interchange Format, or EDIF).

Earlier work by SoHaR demonstrated an advantage for using expert system technology to
aid the application of SCA clues. This technology is central to the automated version of
SCA being developed under this study. A survey of PC-based expert system shells was
undertaken to facilitate the selection of an optimum tool for automating the analysis. In
addition, eleven expert system shells were evaluated in terms of execution efficiency,
development efficiency, user interface, developer interface, external interface, inference
process, knowledge representation, and developing company policy regarding the use of the
shell as part of another product.

2.2.2 User Survey

A survey of vendors of SCA and of those who require or specify its performance was
undertaken to determine the current state of the art and practice of the analysis technique.
Approximately 42 organizations were identified as prospective SCA users and contacted
regarding our request for completing a survey questionnaire. The organizations are listed
in Table 2-2. As indicated by the first column in the table, these were either prime
contractors or government organizations. As indicated by the last column in the table,
most declined to participate, either because they in fact did not use or perform SCA (half
of the prime contractors contacted were SCA users) or did not wish to divulge the
requested information. Seven did respond, and a summary of the data they provided
appears in Table 2-3.
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Table 2-3. SCA Survey Summary

Number of
Area Respondents Comments
Procedure:
Circuit 4 Three perform it manually. One has a fully automated system.
Partitioning
Network Tree 3 Two have manual and computer-aided procedures. One has a
Generation fully automated procedure.
Automation 2 One indicated the need for a minicomputer or mainframe. Both
Environment indicated that SCA work stations are under development,
Data_Entry:
Schematics 4 All use manual and computer-aided procedures.
Net Lists 3 All use manual and computer-aided procedures.
Functional Nets 3 All have manual procedures. One has a computer-aided procedure.
Timing Data 3 All have manual procedures. Two have a computer-aided
procedure,
Clue Types:
Sneak Paths 4 All have manual procedures addressing analog and digital circuits.
One has a computer-aided procedure.
Sneak Timing 4 All have manual procedures addressing analog and digital circuits.
Two have a computer-aided procedure.
Design Concerns 4 All have manual procedures addressing analog and digital circuits.
Two have a computer-aided procedure.
Design Integration:
FMECA 5
Tolerance 4
Fault Tree 5
Respondents indicated the use of SCA results or tools
Power & Load 2 (i.e., trees) to aid the performance of these analyses.
Grounding 2
Safety 3
Application Phase: 5 One respondent has applied SCA prior to Full Scale Engineering

Development (FSED). All have applied SCA during FSED.
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The summary table indicates that:

- The current, prevalent procedure for SCA consists of automated formatting
and partitioning of schematic and net list data, semi-automatic generation of
network trees, and manual application of sneak clues and design concerns.

- Efforts are underway for reducing the requisite computer resources from a
mainframe to a workstation.

- Functional networks (block diagrams) are rarely analyzed.

- The most prevalent types of analyses for which SCA databases and results
are shared are FMEA and fault tree analysis.

Conventional SCA techniques are based upon the generation and utilization of network
trees. Trees aid the analysis by segmenting the circuitry into small topologically related
units, omitting extraneous detail and drawn in a logically consistent manner (power flow
from top to bottom, signal flow from left to right). The trees are carefully annotated to
facilitate cross-referencing with each other and with the analysis input data (schematics,
wire lists, parts lists, etc.). Proposals have been made for utilizing the network tree
database to support other analyses such as FMEA, fault tree analysis and power loading
analysis that require evaluation of circuit topology [CLARS80], [NP3634], [RANK70].

Network trees are difficult to implement because of the complex processing required for
their generation. Proprietary, automated algorithms are used for partitioning the circuitry
into segments on which the trees are based. This approach may be the only one feasible
for thoroughly analyzing an entire set of schematics associated with medium to large
systems. These drawings are usually not available until late in the development cycle (i.e.,
toward the end of Full Scale Engineering Development (FSED) and beyond).

The analysis procedure can be simplified by considering clues that are independent of
topology and therefore can be applied without the need for network trees. This approach
is particularly applicable to the early phases of a design when detailed circuit data required
for generating trees are not available and is the basis for the manual and automated
procedures described later in this report.

2.2.3 Related Analyses

As part of the data collection task, information was gathered on reliability analysis
techniques that are prospective candidates for integration with SCA. The more widely used
of these analyses are FMEA, fault tree analysis, worst case analysis and preliminary hazard
analysis. It was observed that activities currently being conducted under the heading of
sneak circuit analysis interface with, and partially duplicate, the above analyses and other
reliability, safety, and design tasks. The nature of the interface, the data and techniques
that may be common, and the allocation of currently duplicated or undefined
responsibilities were evaluated during this study.

13




In this connection, it is convenient to divide the reliability centered activities into those that
relate to operational (non-failed) equipment, those that relate to failed equipment, and those
that relate to safety. This division is shown in Table 2-4. A problem in the integration of
sneak analysis with all of these is that on a given project there is no certainty that any of
the other analyses are being conducted.

Table 2-4. Equipment Concerns of Reliability Analyses

OPERATION FAILURE SAFETY
Worst Case Analysis Failure Modes & Effects Analysis Preliminary Hazard Analysis
Component Tolerance Analysis Fault Tree Analysis System Hazard Analysis
Fault Tolerance Analysis Common Cause Failure Analysis Operations Hazard Analysis
Sensitivity Analysis Fault Hazard Analysis
Power & Load Analysis Accident Analysis
Grounding Analysis

With respect to FMEA, probably the most widely invoked task of those shown in Table 2-
4, there is much latitude in the level of detail that is required to be covered, and therefore
uncertainty about the usefulness of close integration with SCA.

A summary description of interfaces between SCA and related analyses is presented in
Table 2-5. The greatest potential for duplication (and therefore also for cost reduction)
exists between SCA and the operational group of analyses. Worst case and sensitivity
analyses cover many of the areas that are included in the design concern analysis part of
SCA. Worst case analysis considers system performance when component tolerances and
environmental conditions are at their specified extreme limits. Sensitivity analysis evaluates
the degree to which system performance is affected by small variations in the values of the
system components.

Where compliance with fault tolerance design criteria must be analyzed (MIL-STD-785B,
par. 50.2.4.1), this also has an important interface because the criticality of the functions
that makes SCA necessary will in most cases also require fault tolerance, and the latter
must address the absence of design factors (such as sneak circuits) that can defeat its
purpose. Single point failure analysis, an important part of fault tolerance analysis, has
significant interfaces with sneak circuit analysis.

Grounding analysis, which is really a design rather than reliability technique, covers one of

the most critical parts of SCA, particularly for relay circuits, and coordination of the
activities presents an opportunity for substantial cost savings. The analysis addresses the

14
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possibility of current flow between ground nodes, a condition often associated with sneak
circuits. Power and load analysis, another design technique, eyaluates open circuit voltages
and short circuit currents on lines controlling hazardous functions.

With regard to the failed equipment analyses, the most important interfaces exist with fault
tree and failure modes and effects analysis. Fault tree analysis is a "top-down", deductive
procedure for identifying causes of system failures. The analysis utilizes diagrams referred
to as fault trees for depicting the dependency of higher level failure events on lower level
events. Common cause failure analysis is a similar top-down procedure that identifies
single failure events caused by the occurrence of multiple events. The analyses, where
they are being conducted, can be used to identify the functions and components to be
subjected to SCA. By narrowing the scope of the latter, substantial cost savings are
possible.

Failure modes and effects analysis (FMEA) shares important techniques with sneak circuit
analysis, including the use of network trees. FMEA is a "bottom-up" procedure for
inferring the higher level effects of postulated, lower level failures. The effects may be
used as a baseline for an extended SCA where the analysis is required to identify sneak
circuits in the presence of one or more faults. Here, a sneak circuit can compound the
effects and increase the criticality level. Also, some of the effects of failures may be
duplicated by improper or unintended operation of non-failed equipment. Thus sharing of
data may be beneficial. Where fault tree analysis is not being conducted, the components
associated with catastrophic and major failures in FMEA can be used as a candidate list
for SCA. It is important to realize that FMEA is frequently a basis for the design of
built-in test and operational test equipment and for maintenance and logistics activities. It
is thus a primary task under MIL-STD-785B that should not be made dependent on the
results of SCA.

Safety analyses include the preliminary hazard analysis for evaluating potential hazards
early in the system design, system hazard analysis for identifying hazards later during
system development, operation hazard analysis addressing hazards associated with fielded
equipment, fault hazard analysis for identifying potential hazards caused by component
failures, and accident analysis. The sharing of data and techniques with safety related
activities may be deliberately restricted in order to keep safety activities for highly critical
equipment independent of reliability and design. However, in other cases information
sharing may be permissible and should then be encouraged in order to contain costs.

2.3 A Simplified Manual Procedure

The manual SCA procedure developed during this study is a simplified version of the
conventional procedure. It is intended for use by the design engineer or reliability analyst
as a means for both avoiding designs likely to contain sneak paths and for identifying most
instances where sneak paths exist. It is not intended as a substitute for the conventional
procedure applied to a fully developed system but instead serves as a simplified method for
minimizing the number occurrences of sneak conditions early in the design effort.
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The procedure was developed by compiling sneak clues from several sources (see section
2.2.1), selecting clues most relevant to identifying sneak problems, and generating a concise
yet thorough guide for their application. The guidelines resulting from this effort are
categorized as follows:

1. Design rules for an engineer to follow early during development to avoid
designing circuits prone to sneak conditions.

2. Functional guidelines for an engineer or reliability analyst to identify sneak
conditions appearing in power distribution circuits, power and signal timing,
and status indicator circuits.

3. Device guidelines for an engineer or reliability analyst to identify sneak
conditions caused by circuit devices including relays, transistors, and linear
and digital integrated circuits.

Each design rule and guideline contains a brief statement of the problem being identified, a
recommended solution, a supplementary paragraph describing the problem in greater detail,
and an illustration of the problem and solution. The guidelines also include a descriptor
for categorizing the targeted circuitry.

The design rules are the most cost-effective of the three items for addressing sneak
problems during design and for this reason are emphasized by the procedure. It is far
easier and less costly to avoid sneak circuits through proper design techniques than to
identify and correct sneak circuits after the design has been completed.

While the design rules are intended for an engineer responsible for circuit design, the
functional and device guidelines are intended for either an engineer or an analyst familiar
with the operation of the circuitry and its constitusnt devices. The functional guidelines
may be applied before specific circuit device types have been finalized. Their application
requires a diagram depicting power distribution at the assembly (e.g., printed circuit board)
level and identification of analog or digital and high or low current areas of the circuitry.
The device guidelines are applied after circuit devices have been selected for the Jesign.
The selection need only be generic (e.g., NPN bipolar transistor, low power Schottky TTL
digital counter); specific part numbers are not necessary. For complex systems, application
of the guidelines should be focused on circuitry associated with critical system functions
rather than the entire system. Critical functions may be identified by fault tree analysis or
FMEA.

The manual procedure is documented in a report titled Sneak Circuit Analysis for the
Common Man (report number RADC-TR-89-223) generated as a part of this study. An
example of a design rule appears in Figure 2-2, and an example of a guideline appears in
Figure 2-3,




Rule 1. MULTIPLE POWER SOURCES AND RETURNS

PROBLEM: Sneak paths involving multiple power sources andfor multiple
ground returns.

SOLUTION: Structure circuits so that all current for a given load flows from
one power source to one ground return. Where this is not
possible, isolate power sources using diodes for DC power or
relays (electromechanical or solid-state) for AC or DC power. Use
Schottky diodes or relays for DC applications requiring very low
voltage drop and power dissipation. Isolate returns by separating
high and low current loads.
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Figure 3. MULTIPLE POWER SOURCES AND RETURNS

Adherence to this rule avoids "Y,” "X" and "H" circuit patterns associated with
multiple power sources and sinks (see Chapter 2). This is a general rule to be
followed wherever possible. An example of a network complying with this rule
appears in Figure 3A, and an example of a network violating it appears in part B of
the figure. The violations shown can result in power-to-power or ground-to-ground
ties. lIsolation must be provided to avoid the mixing of low current and high current
ground returns, Examples are shown in parls C and D of the figure.

Figure 2-2. Design Rule Example
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TARGET:

PROBLEM:

POWER DISTRIBUTION CIRCUITS

Primary and secondary power distribution circuitry comprising power
sources, ground returns, switches, contactors, relays, circuit breakers,
fuses, solid state switches, connectors.

Asymmetrical pattern of connections for power distribution and
ground return circuitry.

soLuTioN: Use the same circuit connection topology for the supply side and

ground side of a load. Use the same connector for symmetrical
power and ground connections.

comMeNT: Circuit connection symmetry for power and ground distribution implies an

identical number and location of power and ground connections feeding a
load. Asymmetrical connections can cause sneak paths as shown in
Figure 10. In pant A of the figure, power connection J3 has no counterpart
on the ground side of load X2. If connections J2 and J3 are open while
the remainder are closed, current can unintentionally flow in the reverse
direction through X2. This problem has been eliminated in part B of the
figure by the inclusion of connection J3-2.
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Figure 10. SYMMETRICAL POWER DISTRIBUTION

Figure 2-3. Guideline Example

19

S



Chapter 3
AUTOMATED SCA

This chapter describes the development and operation of a simplified, automated SCA
procedure developed during this study. The intent of developing this procedure was to
demonstrate the concept and feasibility of integrating an SCA tool with an automated
design tool to provide a simple yet effective sneak analysis procedure. To this end, the
procedure and the automated SCAT supporting it were constrained to a specific input
domain (i.e., a net list comprising circuit device types from a specified parts library and
formatted in a specified manner) and to a subset of sneak clues (i.e., those associated with
commonly encountered sneak conditions). However, the procedure can readily be extended
to apply to a wider variety of input data and check for a larger number of conditions.

3.1 Overview

SCAT is a microcomputer based expert system for automatically identifying sneak paths
and design concerns by processing circuit net lists generated by a CAD schematic capture
tool. SCAT differs from conventional SCA techniques in that the latter are based upon the
generation (usually automated) and analysis (mostly manual) of network trees to identify
sneak paths. The proposed tool does not require network trees; in fact, it is particularly
applicable to early phases of a design when detailed circuit data required for generating
trees are not available.

The automated procedure provides the design engineer or reliability analyst with a simple
tool for rapidly identifying and correcting sneak circuits and relevant design concerns.
Identification of topological patterns is not required. Sneak paths are automatically
identified for power switching circuitry. Design concerns relevant to sneak circuits are
identified for analog or digital circuits. The procedure focuses the analysis on portions of
the circuitry for which the analyst has design responsibility (or detailed understanding of its
operation), e.g., a circuit card assembly or a subsystem such as power distribution. A
more extensive analysis would require application of a conventional SCA. However, even
in this case, prior use of the proposed procedure would minimize the number of remaining
sneaks and thereby greatly reduce the cost impact and other concerns associated with
correcting protlems late in the design phase.

The automated procedure is based in part on the fact that sneak paths involve circuit
branches that can conduct current in either direction depending upon the switching state of
the circuit. SCAT searches for these bidirectional branches rather than perform the more
complex task of searching for specific topological circuit patterns as done by conventional
automated SCA techniques. The analyst’s task is also reduced to evaluating the
significance of specific sneak paths rather than applying “clue lists" to circuit patterns for
identifying the sneak paths.
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A significant issue that arises in regard to focusing the analysis at any one time to a
portion of the system is the assurance that sneak paths associated with assembly or
subsystem interfaces are not overlooked. This issue is addressed. in two ways First, the
system compels. the user to identify ¢ach interface port of a switching circuit in terms of it
being a power input, ground return, or signal 1/0. Interfaces to power and ground are
labeled as such regardless of whether they respectively go to power and ground directly or
through switched or unswitched loads, and they are included within the sneak path search.
Second, the SCAT is intended to identify many (but not necessarily all) sneak conditions
early in the design when interfaces may not yet be completely defined. In this manner,
problems can be corrected early at minimal cost so that at a later development phase a
more conventional SCA can be performed on the entire system,and uncover the few, if
any, remaining problems.

3.2 Description
The automated procedure comprises four major tasks:
Schematic capture/net list generation.
Sneak path analysis.

Functionally oriented design concern analysis.
Device oriented design concern analysis.

talh o N

These tasks have been computerized utilizing a concurrent engineering environment
comprising a commercial schematic capture product and the expert system based SCAT.
Schematic capture and net list generation are performed by OrCAD/SDT II version 3.21 or
later release. It is available through OrCAD Systems Corp., Hillsboro, Oregon.

The sneak path and design concern analyses are performed by the SCAT expert system,
developed from an M.1 (Teknowledge, Inc.) expert system shell. The shell consists of the
M.1 inference engine and facilities for developing and maintaining the SCAT knowledge
base. M.l was selected from among eleven, commercially available, MS-DOS based shells
evaluated for the SCAT application. M.1 was selected because of its execution speed (the
shell is coded in C rather than LISP which is used by many others), its rich repertory of
syntactical functions (e.g., pattern-matched variables, a facility for rule looping, and a large
number of built-in meta-facts and meta-propositions), and its open knowledge base (the
rules are formatted in ASCII text).

The SCAT knowledge base consists of approximately 265 rules stored in nine data files.
The knowledge base is augmented by approximately 650 lines of C source code
implementing those portions of the analysis requiring intensive processing. These portions
include reading the EDIF net list and performing the sneak path search. The code was
developed on Microsoft’s QuickC environment and C 5.0 Optimizing Compiler.
Information needed for maintaining the program, including extensively documented source
code and knowledge base files, appears in Volume II of this report. To maintain an audit
trail, each file is prefaced by a header identifying the date of the last revision, its
originator, and a brief description of it.
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A functional diagram of the system appears in Figure 3-1. Prior to running SCAT, the
user must generate a net list of the circuit to be analyzed using the OrCAD schematic
capture program. The net list must be saved either on hard disk or floppy disk. SCAT
reads and processes the net list, as directed by the user, to identify sneak paths and design
concerns. Utilizing the user friendly, consultation type interface provided by the SCAT
expert system, the user must specify the name of the net list file and the type of analysis
to be performed (sneak path or design concern). For the sneak path analysis, the user
must confirm that suspicious paths identified by SCAT are in fact sneak circuits (i.e., they
inhibit desired functions or cause undesired outputs). The expert system provides
assistance for this task. For the design concern analysis, the user must respond to prompts
regarding technical details of the circuit under analysis. Assistance for this is available in
the form of "help" messages. Explanations and possible solutions for identified design
concerns are also available. Operational details, program limitations, and an example of
the procedure are provided by the user’s manual in an Appendix A of this report. A
general description of the major tasks involved in the procedure is presented next.

SCA
CAD USER
SCHEMATIC INTERFACE EXPERT
SYSTEM
CAPTURE A
(0OrCAD) .
A A
NET LIST §§§ﬁ§
» READER |——@—P
(C CODE) PROCESSOR
(C CODE)

Figure 3-1. Computer Aided System for Sneak Analysis
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3.2.1 Schematic Capture/Net List Generation

The automated procedure requires that the circuit under analysis be captured and formatted
by OrCAD/SDT HI. A schematic is captured by drawing it on the screen using the
various graphics and text editing features and the device symbol libraries provided by the
program. All interfaces involving power and ground, whether direct from external sources
or from external switches/drivers must be labeled using the OrCAD "module port" function
(an option provided by the program for designating signal terminations). This will enable
SCAT to account for all significant interfaces to portions of the system not under analysis.
In addition, the terminals of all internal power sources (e.g., on-board batteries) must be
similarly labeled to address potential sneaks involving power-to-power ties. After capturing
the schematic, the net list is generated and saved using the OrCAD "FlatEDIF" utility.
When invoked by the user, this utility translates the captured schematic into an ASCII text

file conforming to the Electronic Industries Association (EIA) Interim Standard No. 44 for
EDIF version 1 1 0

3.2.2 Sneak Path Analysis

After generating the net list, the user enters SCAT and specifies the name of the net list
file to be processed. The user is then given the option of performing a sneak path analysis
or the design concern analyses. The following discussion assumes the former has been
selected.

Sneak path analysis is performed on power switching circuitry, i.e., circuits involving
combinations of current interruption devices such as switches, relays, fuses, connectors, and
transistors. During the analysis, all possible non-cyclic (i.e., non-intersecting), directed
paths are automatically identified between every pair of power and power return points in
the circuit (herein after referred to as the source node and sink node) specified by the user.
To facilitate this path search, SCAT automatically models the following types of devices:

- Switch and relay contact arrangements (single and multiple pole/throw, break-
before-make and make-before-break).

- Transistors (both bipolar and MOS) and diodes.

- Capacitors (under conditions of both AC and DC current flow).

- Other two-terminal passive devices (resistors, inductors, etc.).

- Multi-terminal passive devices (transformers, potentiometers, etc.).

The user may override (either globally or for specific devices) the default model assumed
for switch and relay contact timing (break-before-make) and for capacitors (open circuit).

*The more recent version, 2 0 0, was not available in time for this effort.
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Connections to integrated circuits are modeled as open circuits since paths are not traced
through these devices.

Following the path search, path sets are identified in which a common branch conducts
current in both directions. These bidirectional branches are usually indicative of an
undesired reverse current path, the distinguishing feature of a sneak circuit. Each reverse
current path is displayed as a list of schematic reference designators of the devices that
appear along the path, listed in the order of their appearance between the source node and
sink node. Once identified, the user must confirm the validity of the path by considering
operational constraints that may preclude certain switching states assumed by the path in
question. In addition, their potential impact on system operation must be evaluated. The
SCAT expert system provides guidance for these evaluations to the less experienced user.
The guidance is in form of prompts regarding the location of critical loads and the timing
of switches affecting the path.

An example of a reverse current path identified by SCAT is shown by the schematic in
Figure 3-2. The circuit is a simplified version of the infamous Redstone
missile/blockhouse interface that caused premature engine cutoff a few seconds after launch.
The cause was determined to be the sneak path, highlighted on the schematic, between the
launch command and engine cutoff relays that occurred when the ground umbilical
separated a fraction of a second before the separate power umbilical. The net list for this
schematic was processed by SCAT, and the resulting screen corresponding to the reverse
current path is shown in Figure 3-3. The path is identified by the part reference
designators appearing in the schematic.

3.2.3 Functionally Oriented Design Concern Analysis
Functionally oriented design concerns address the following types of sneak conditions:

- power-to-power ties.

- inadvertent load power cutoff by logically AND’d switching devices.
- inadvertent load power enabling by logically OR’d switching devices.
- improper timing for power enabling and power cutoff.

- misleading indications and labels.

More than serving as clues for the analyst, these concerns compose a knowledge base of
rules that are evaluated by SCAT with respect to the specific circuit being analyzed. In
this manner, non-relevant clues are filtered, and wherever possible the user is directed to
specific areas of the circuit under concern. As an example, consider the power-to-power
tie highlighted in the schematic of Figure 3-4. The circuit is a portion of the FB111(A)B
Pivot Pylon Weapon Station Circuitry that underwent a conventional SCA circa 1975
{BOEI75]. The power tie was identified by SCAT as shown by the screen in Figure 3-5.
As shown in Figure 3-6, the user is also offered assistance by way of an explanation
message and a possible solution. These aids are directed toward less experienced users.
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Figure 3-2. Reverse Current Path in Missile Launch Circuit
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path ref. wnumber: 1

[K4-3,P30,P19,P1,P2,P18,LP6,»K1~-C,»P15, %P6, %P5, %P21,%P31,1.2]
NOTE: Asterisk (»#) indicates a reverse current device.
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Deleted Switch Related Parts: [,
Deleted Miscellaneous Parts: [1.
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QUESTION ANSWER
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Display Previous Path previous
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Space to Mark
FZ Scroll Display . F10 Command fenu

Figure 3-3. SCAT Reverse Current Path Display
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‘M1 Commands © | .
-APPLICATION DISPLAY

WARNING:

Check for possible pouwer—to-pouer tie betueen ess_28udc and x_28udc_mau_f irel
when switching devices are closed. The sneak path(s) comprises the

follouing devices:

path(1) = [CB2,P49,P50,K4,P23,P18]

QUESTION ANSUER
Choose one of the following options:
explanation

solution

warning_nessage

return

unknoun

‘Space ta Mark
FZ Scroll Display F10 Command Menu

Figure 3-5. SCAT Power Tie Display

ALT-A Abort

M1 Commands
APPLICATION DISPLAY
fi pover-to-power tie betueen supplies can result in damage to the
supplies or to the load. This problen can arise if primary and backup

supplies are comnected to a comnon load through a make-before-break suitch.
~-pgi?

- For DC pouer, add diodes to isplate the supplies. Schottky
diodes can be used to ninimize the diode voltage drop.

- For AC (or as an alternmative for DC) use a double-throw relay
or suitch having a break-before-make contact arrangement to
select either supply, and provide adequate capacitance at the
load to maintain the supply voltage during switch-over.

QUESTION ANSWER
Chaose one of the follouwing options:

explanation
solution
warning_nessage
return

unknoun

%pacc to Mark
ALT-A Abort  F2 Scroll Display F10 Command Henu

Figure 3-6. Explanation and Solution Messages

27




3.2.4 Device Oriented Design Concern Analysis

Device oriented design concerns address sneak related probléms associated with specific
analog and digital devices appearing in the net list. Concemns covered by the analysis
include:

- Reverse current paths through bipolar transistors.

- Reverse current paths through op-amp summing junctions.

- Sneaks caused by noise sensitive devices.

- Relay suppression problems.

- Interface problems at the input and output of digital devices.

As was the case for the functional concerns, the analysis was automated by translating each
concern into a set of rules for the expert system knowledge base. SCAT checks each
device in the net list against these rules, querying the user for additional information
regarding the devices whenever conclusions cannot be drawn based solely upon data
contained in the net list. The user interface is identical to the functionally oriented
concerns in that separate display windows are provided for queries, user response menus,
and results. Circuit components are referenced by their schematic designations, and an
explanation or solution can be requested for each identified concern.

An example of a design concemn appears in Figure 3-7. As seen in the figure, a sneak
current can flow from signal generator, through the base to collector junction of the NPN
bipolar transistor, and into load X1 when collector power V. is removed by opening
switch S1. The corresponding SCAT message identifying this concern appears in Figure 3-
8. Note that the subject of the concern is identified in the warning message by its
schematic designation, and that the user has the option of requesting an explanation or
solution in addition to the original warning message.

3.3 Test Results

The performance of the automated procedure was characterized by processing net lists
seeded with sneak problems to (1) determine whether all sneak conditions were identified,
(2) determine if any non-sneak conditions were identified, and (3) measure the time
required for performing the analysis. The first two items were evaluated by applying
SCAT to various circuits seeded with a known set of sneaks. Time measurements were
only for sneak path searches; design concern analyses are heavily user interactive and any
time measurements would inevitably be affected by the specific design concerns identified
and the response time of the user. In general, design concern screens are updated 1 to 10
seconds after user input, depending upon the number of concerns the system tests prior to
displaying the next screen, the complexity of the schematic being evaluated, and the speed
of the computer used to run the program. User input typically requires under five seconds
for data entry. For the sneak path search, elapsed time was measured from user entry of
the path search execute command rather than SCAT startup so as to not include the lengih
of the user interactive startup session.
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Figure 3-7. Transistor Reverse Current Sneak
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Figure 3-8, Transistor Sneak Display
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Results for three test cases appear in Table 3-1. Case 1 (Figure 3-9) was extracted from
an actual application of avionics switching circuitry in order to test a representative circuit
topography (i.e., realistic ratios of nodes to branches and of series branches to parallel
branches). Cases 2 and 3 (Figures 3-10 and 3-11) were created by, respectively, doubling
and quadrupling Case 1 and adding a bidirectional branch where before there was none.
The net lists corresponding to these cases were analyzed by running SCAT on two
different host computers; an 80286-based and an 80386-based machine, configured without
math co-processors. The resulting path search times ranged from 15 seconds (smallest
circuit, fastest computer) to 85 seconds (largest circuit, slowest computer).

The procedure’s effectiveness, as defined by the first two points in the previous paragraph,
was tested by analyzing topologically circuitry having no reverse current paths (Case I) as
well as circuitry with above average numbers of such paths (Case II and III). In all cases,
all seeded reverse current paths were found and no path was mis-identified as being a
reverse current path.



Table 3-1. Test Results

Computer
uP RAM Clock Perf. Test
Ratio* Case

Reverse Search
Paths** Time

'286 640 KB 10 MHz 11.5 !
il
1]

0/0
4/4
8/8

20 s
35s
85s

'386 i MB 16 MHz 18 |
Il
i

0/0
4/4
8/8

i5s
25s
50 s

* Performance compared to standard IBM-PC.
**  Seeded paths/identified paths
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Chapter 4
CONTROL AND MONITORING OF SCA

A major objective of this study was to develop control and monitoring procedures for
evaluating the effectiveness of an SCA effort. Four areas were investigated in this regard:

1. Sneak report follow-up procedures. These serve as a procedural control for
assuring that problems identified by sneak circuit analysis are considered (but
not necessarily acted on) by those responsible for the design.

2. SCA effectiveness accounting. This reporting area is intended to capture the
impact of sneak analyses on design by measuring the number and
significance of changes that are implemented as a result of SCA.

3. Thoroughness monitoring. To measure the quality and thoroughness of sneak
circuit procedures, the number of pertinent sneak problems found by other
techniques are compared with the number of problems of equal severity that
are found by SCA.

4. Cost-effectiveness studies. The resources required to find a problem of a
given severity level by SCA is compared to the resources required to find an
equally severe problem by other techniques.

The investigative approach for these areas was based upon analyzing existing government
and contractor requirements for identification and documentation of sneaks identified as part
of a sneak circuit analysis. The investigation encompassed an evaluation of (1) military
standards, (2) associated Data Items Descriptions (DIDs) and (3) previous studies directed
at sneak circuit analysis. SCA contractors have their individual internal policies and
procedures for performing SCA and tracking resultant identified sneaks. This complicated
the study since contractor procedures could not be obtained. The experiences of the
investigators were utilized to overcome this problem.

4.1 Background

Overall reliability programs for government procurements and for which sneak circuit
analysis may be a part are generally conducted in accordance with MIL-STD-785B.
Reliability program reviews are required by Task 103 of the standard. This task permits
the contractor and the Program Authority (PA)* to review overall program status (including

* The Program Authority is the responsible government representative for specific
program discipline (Program Management, Reliability, System Safety, Engineering, etc.).
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SCA). The corresponding DID, DI-R-7080, Reliability Status Report, is used to monitor
and evaluate a contractor’s progress and accomplishments in conducting the reliability
program for the applicable contract end item(s).

SCA is generally conducted by the reliability or safety organization within a project team
and is performed in accordance with Task 205 of MIL-STD-785B. Sneak analysis activity
is reported via DID DI-R-7083, Sneak Circuit Analysis Report. The DID is invoked for
periodic reporting on the status of all current and previously submitted problem reports
(i.e., Sneak Circuit Report, Design Concern Report, Documentation Error Report, all of
which are in the contractor’s own format) and for a final report summarizing the results at
the conclusion of the SCA..

Conventional SCA is based on detailed system drawings and computer programs. These
data may be available late in program Demonstration/Validation Phase but would more
likely be available late in the Full Scale Development Phase. Consequently, resultant data
from DI-R-7083 may or may not be available at significant program decision-making
milestones.

Sneak report monitoring by the PA depends to a great degree on each contractor’s
reporting and tracking process and, to a greater degree, on the contract statement of work
requirements. In general, identified sneaks must be validated and tracked by the contractor
to disposition. Some examples of sneak disposition include no action, system redesign or
follow-on modification. Once verified, sneak reports gain increased visibility. Those with
severe safety or equipment damage impacts are most visible and evoke PA involvement.

4.2 Recommended Procedures
4.2.1 SCA Follow-up

The SOW should require the contractor to track all identified sneaks through to disposition
and to provide resultant data to the PA. In order to maintain proper system baseline
control, the contractor may present the identified sneaks to various review panels and
boards. The PA should attend even the informal reviews in order to monitor progress and
to provide the customer viewpoint when appropriate. The status of all identified sneaks
should be required at key program milestones for the PA to assess overall reliability
program progress. Recommended milestones are Critical Design Review (CDR), Functional
Configuration Audit (FCA) and DD Form 250 sign off.

4.2.2 SCA Effectiveness

This study considers SCA effectiveness to be a measure of the number of identified sneaks
related to the number of resultant design changes implemented. In order to analyze and
measure this effectiveness on one program or across many programs, data must be
available which support such an analysis. It should be noted that relevant SCA data
collection was also recommended in a study completed in 1982 by Boeing Aerospace
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Company. In part, it stated that "A major element missing from this (Boeing) effort which
could be considered in measuring effectiveness is a method to track the resulting
dispositions for the Sneak Analysis Reports." The report went on to say that only by
collecting relevant data could SCA effectiveness be measured.

In order for the PA to assess SCA effectiveness, all sneaks must be tracked from
identification through resolution and disposition. Collection of tracking data depends on
requirements in the contract Statement of Work (SOW) since there is no DID associated
with a monitor and track task. DI-R-7083 contains general information regarding the SCA
Report content with no specific instructions with regard to items of interest to the PA.

Data collection regarding each identified sneak should logically be performed by the
contractor. These data include elements such as sneak type category, nature of the sneak,
sneak severity category, disposition and manhours and costs to implement design changes.
A weighting factor, based on the sneak severity category, should be applied to weigh the
relative significance of each identified sneak.

4.2.3 SCA Cost-Effectiveness

Relevant data for analyzing cost effectiveness are not generally available. In addition to
SCA data submitted by the contractor, two cost data elements must be added by the PA
before a meaningful analysis is possible. These elements are (1) total contract cost to
perform the SCA, and (2) total program cost. Additional comments such as the size of the
system under acquisition should also be included. Ideally, the information would be
compiled in a relational database to facilitate retrieval for cost-effectiveness analysis. A
relational database is recommended since it provides the required link between significant
data files such as contractor, analysis size and cost.

SCA cost-effectiveness addresses the relationship between the cost of performing SCA,
costs associated with correcting sneak problems, and costs associated with other reliability
analyses such as FMEA, Fault Tree, Worst Case, Finite State Machine (e.g., analyses
utilizing Markov models or Petri net diagrams) which seek to identify deficiencies prior to
integration and test. Cost data for these other analyses should be provided by thc PA for
inclusion in a database. The dati “ve used to perform the following analyses:

L. Compare the cost of the SCA with the cost of removing the sneak circuit by
other means.

2. Compare the cost of the SCA with the cost of the failure that would occur if
the sneak circuit was not found.

4.2.4 SCA Thoroughness

SCA thoroughness is a measure of the type and quantity of sneaks identified as a result of
analyses other than SCA. This measure is appropriate when other analyses are performed
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on a system whether or not a SCA is performed. Other analyses might include Failure
Mode, Effects Analysis, Fault Tree Analysis, Common Cause Failure Analysis, Sensitivity
Analysis, Worst Case Analysis, Power and Load Analysis, Grounding Analysis, Finite State
Machine Analysis, Preliminary Hazard Analysis, Desk Checking and Peer Code Review.
To measure SCA thoroughness in this context, the same data categories are required from
the analysis contractor as is noted above for SCA effectiveness.

4.3 Proposed Data Items

Implicit in this investigation was an implementation of the recommended procedures using
the most cost-effective methods possible with minimal impact on contract requirements.
Toward this end, the preferred approach to obtain data was to modify existing DIDs in lieu
of creating new DIDs. The affected DIDs are DI-R-7083 and DI-R-7080. The DIDs and
the proposed changes to them are presented in Appendices B and C. A discussion of these
changes is presented in the following paragraphs.

4.3.1 Modifications to DI-R-7083 (Ref. Appendix B)

MIL-STD-785B, Task 205, requires the contractor to present results of SCA. DI-R-7083 is
the applicable DID for delivering data under Task 205. By modifying DI-R-7083, the PA
will obtain SCA data which support existing system acquisitions and will contribute to a
database which will support future system acquisitions. Rationale for each change is as
follows:

Block 3, Description/Purpose. The overall rewrite of Block 3 is recommended for clarity.
Changes point out that details of system design deficiencies assist the PA in evaluating the
SCA. SCA overview data, provided in a concise table format, provides the PA with a
means to identify areas of concern. The PA will find that the resultant SCA data support
design reviews and audits as well as system status determination at DD form 250 sign off.

Block 7. Application/Interrelationship. The rewrite of Block 7 provides the PA with
additional guidance for applying this DID. It also points out how the additional data may
be used (i.e., determine cost-effectiveness).

Block 10, Preparation Instructions. Block 10 was rewritten to incorporate requirements for
those significant data elements which may be used by the PA to monitor and track sneak
reports, measure SCA effectiveness and determine SCA cost-effectiveness.

4.3.2 Modifications to DI-R-7080 (Ref. Appendix C)

MIL-STD-785B, Task 103, requires the contractor to present an overview of the reliability
program at designated program reviews. DI-R-7080 is the applicable DID for delivering
data under Task 103. By incorporating the proposed modifications to DI-R-7080, the PA
will obtain reliability data which not only support existing system acquisitions but which
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will also contribute to a database to support future system acquisitions. These data will
specifically support comparative analyses of analytical toc.s and tests (including SCA)
applied to program acquisitions. Since analyses and tests are better suited to some
applications than others, gathering data on analytical tools, tests, applications and results
will, over time, provide the foundation for improving system acquisitions. Rationale for
each proposed changes to the DID are as follows:

Block 10, Preparation Instructions. The change to Block 10 only affects paragraph 1l.c.
The change is intended to expand visibility intc the overall Reliability program report
presented at program reviews The last item on the original list (1.c.(7)) is relocated to
1.c.(2) (c) in the revised DID.

4.4 Automating SCA Evaluation

A valuable tool for future program acquisitions is the knowledge and experience gained
from past programs. The control and monitoring study has dealt primarily with sneak
circuit analysis and its impact on program acquisition. Data gathered as part of SCA, as
well as other analyses and various testing methods, could contribute to a database which
would provide program managers with insight into costs and benefits of analyses and tests
on past programs. This insight, then, becomes a valuable tool which may be used to
determine and apply the right analysis and test on future acquisitions.

In order to implement this process, a database must be developed which contains relevant
data. Two types of data are required, and each should be maintained within its own file.
The first file (File #1) contains program data consisting of information about programs and
their significant milestones. The second file (File #2) contains analysis and test data and
problems identified with their performance.

The goal is to have a database linking these two files such that program data can be
related to analysis and test data and their identified problem areas. The significance of
having two files is simply that the data sources for these files are different. Program data
are available at the government’s program office and analysis/test data are available with
the contractor’s reliability organization. Since the contractor will likely be required to
submit the analysis and test data on a regular basis, this data will be available for inclusion
in the database file. The two database files are described below.

4.4.1 Database File #1, Vehicle/System/Application File
This file contains data pertinent to acquisition programs which may range from major
weapon systems to small modifications. Relevant data are program costs and milestone

dates. Figure 4-1 below suggests pertinent data fields within file records. Detailed
information about record fields in File #1 follow.
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FILE *1. VEHICLE OR APPLICAT!ON SYSTEM FILE
FIELD DATA
. VEHICLE OR APPLICATION

1
2 DESIGNATOR

3 PROGRAM COST

4. CONTRACT COST FOR EACH AMALYSIS AND TEST

5.  PROGRAM MILESTONE DATE FOR DEMONSTRATION/VALIDATION PHASE START
6 PROGRAM MILESTONE DATE FOR FULL SCALE DEVELOPMENT PHASE START

7 PROGRAM MILESTONE DATE FOR PRODUCTION PHASE START

8 PROGRAM MILESTONE DATE FOR 10C

9.  PROGRAM MILESTONE DATE FOR PRELIMINARY DESIGN REVIEW

10.  PROGRAM MILESTONE DATE FOR CRITICAL DESIGN REVIEY

11.  PROGRAM MILESTONE DATE FOR FUNCTIONAL CONFIGURATION AUDIT

12. PROGRAM MILESTONE DATE FOR PHYSICAL CONFIGURATION AUDIT

13.  PROGRAM MILESTONE DATE FOR FORMAL QUALIFICATION REVIEW

Figure 4-1. Vehicle or Application System File

Field 1, Vehicle or Application. This field contains information about the top level
acquisition program. This could be an aircraft (manned or unmanned, fixed or rotary
wing), a satellite, a launch vehicle, ground systems, a new avionics or communications
suite, a computer or even a circuit board. This field should contain the highest level title
of the acquisition program or project.

Field 2, Designator. This field contains the program designator for the vehicle or
application in field 1. Using the examples above this could be B-2, BQM-126A or
AH-64A (aircraft), DSCS-3 (spacecraft), Titan 4 (launch vehicle), OTH-B (ground systems),
AN/ALQ-172 (avionics). Computer and circuit board could be listed by part number.

Field 3, Program Cost. This field contains the funded cost of the program. This should
reflect costs up to but not including production costs.

Field 4, Contract Cost for Each Analysis and Test. This field, which may require multiple
subfields, contains the contract line item cost for and title of each analysis and test. If
cost data are not available, the field could be left blank. When sufficient data on similar
analyses or tests are coniained within the database, RADC could determine the percent of
program costs expended on analyses and test and then estimate values for each blank
subfield to complete each record.

Ficlds 5 - 13, Program Milestone Dates, These fields initially contain scheduled dates and
should be updated with actual milestone dates.

4.4.2 Database File #2, Analysis/Test File

This file contains data related to problems identified during analysis and test. The two
common fields linking it with File #1 arc the Vehicle or Application field and the program
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Designator field. Remaining fields in File #2 contain analysis or test data as well as data
to identify key functional systems. Data used to develop this file are contained in DI-
R-7080 as modified by this study.  Figure 4-2 below identifies pertinent fields in each
Analysis/Test record. Detailed information about record fields in File #2 follow.

FILE *2. ANALYSIS/TEST SUMMARY FILE

FIELD DATA

VERICLE OR APPLICATION
DESIGNATOR

TYPE OF ANALYSIS OR TEST

DATE PROBLEM IDENTIFIED

TITLE OF PROBLEM REPORT
VEHICLE OR APPLICATION SYSTEM
VEHICLE OR APPLICATION SUBSYSTEM
HARDW ARE OR SOFTW ARE
HAZARD CATEGORY

DISPOSITION

MANHOURS TO CORRECT PROBLEM
COST TO CORRECT PROBLEM

N

— s e
N — O

Figure 4-2. Analysis and Test Data File

Field 1, Vehicle or Application. This field contains information about the top level
acquisition program. This could be an aircraft (manned or unmanned, fixed or rotary
wing), a satellite, a launch vehicle, ground systems, a new avionics or communications
suite, a computer or even a circuit board. This field should contain the highest level title
of the acquisition program or project.

Field 2, Designator. This field contains the program designator for the vehicic or
application in field 1. Using the examples above this could be B-2, BQM-126A or
AH-64A (aircraft), DSCS-3 (spacecraft), Titan 4 (launch vehicle), OTH-B (ground systems),
AN/ALQ-172 (avionics). Computer and circuit board could be listed by part number.

Field 3, Type of Analysis or Test. This field contains the type of analysis or test
performed which identified the problem. Examples are: Sneak Circuit Analysis, Fault Tree
Analysis, Finite State Machine Analysis, Peer Code Review, Bum In Test, etc.

Field 4, Date Problem Identified. This is the date recorded on the problem report and

submutted through DI-R-7080. This data field is significant since it is easily plotted against
program milestone dates in File #1. This allows analysts to pinpoint precisely when,
during program acquisition, each problem was identified.

Field 5, Title of Problem Report. This should be the same title entered on the problem
report and submitted through DI-R-7080.
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Field 6, Vehicie or Application System. This is the higher level system within the vehicle
or application identified in field 1. Inertial Navigation System, for example, is a high
level system within the vehicle F-111.

Field 7, Vehicle or Application Subsystem. This is the subsystem within the system
identified in field 6. In the above example, a stable platform may be a subsystem within
the Inertial Navigation System.

Field 8, Hardware or Software. This field identifies the problem as hardware, software or
both.

Field 9, Hazard Category. This is the hazard category as determined by the analyst at the
time the problem was identified. It will be either Category I (Catastrophic), Category I
(Critical), Category II (Marginal) or Category IV (Minor).

Fiell 10, Disposition. This field is used to note the problem disposition as design change
or no change.

Field 11, Manhcurs to correct Problem. Includes all program hours direcied toward
correcting the problem.

Field 12, Costs to Correct Problem. Includes all program costs incurred during the process
of correcting the problem.

4.4.3 Summary of SCA Data Collection and Analysis Reguirements

The database that results from this data collection effort will support further analyses and
will support drawing important conclusions. This is possible where reports have been
generated for providing data described in Section 4.3 and surnmarized by the checklist
appearing in Table 4-1. Comparative analyses can then be performed to determine which
type of analysis or test results in the greatest number of identified problems. Inclusion of
the program phase and problem resolution costs gives evern greater iusight into past
programs so that conclusions may be drawn. These might take the form of recommending
analyses or ests which are best suited to a specific application. Others might recommend
which analysis to perform in the early phase of a specific program. Still another might be
a recotamendation of tests which identify the greatest number of problems during later
program phases.

In conclusion, this study will have succeeded if it has stimujated ideas on how collecting,
organizing, analyzing and utilizing past data can improve the system: acquisition process.
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Table 4-1. SCA Report Checklist

Major Concerns Comments

Summary Information

Has the analysis methodology been Procedures should be described and

described? computer resources (hardware and
software) identified.

Has the analyzed circuitry been defined? Identify the system/subsystem(s) and

Has the time phasing for the analysis been
identified?

Have the results of the analysis been
summarized?

Data Required for each Sneak

Has the severity of each sneak been
identified?

Has the disposition of each sneak been
identified?

Have tracking data been provided?

Has the cost of correcting the problem
been estimated?

estimate their component size.

State when the analysis was performed in
terms of program milestones (i.e., prior to
CDR).

Include total number of sneaks identified,
total number corrected, total number
rejected.

Use MIL-STD-1629 severity classifications.

Possible  dispositions include problem
corrected, falsely identified, ignored due to
time/budget constaints.

Include, as applicable, CCB date, CCB
number, CCB Action.

Estimate the cost in terms of dollars and
labor.
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Chapter 5 :
RECOMMENDATIONS FOR FURTHER
STUDY .

This study has resulted in the development of a manual and an automated procedure for
sneak circuit analysis. The procedures have been streamlined for simplicity and integrated
into the design activity. The scope of this effort, however, did not include optimizing this
integration, and several areas of research remain to be addressed in this connection.

5.1 CAD Integration

A more effective user interface can be attained by incorporating SCA results within the
computer representation of the schematic. For example, sneak paths and devices or areas
of the circuit that are the subject of design concerns could be highlighted. Additionally,
availability of the schematic editor during SCA would permit real time evaluation of
solutions to sneak problems. However, inherent limitations of the MS-DOS operating
system and of the selected schematic capture tool preclude this type of integration.
Alternative implementations should be investigated. As workstations and personal computer
based, multi-tasking operating systems become more widely accepted, the above difficulties
can be overcome by hosting SCAT in those environments.

An additional area of investigation for CAD integration is a design data base comprising
parametric as well as schematic information for devices. This data would expand the SCA
knowledge base and thus reduce the number of user queries. An evaluation of expert
system shells that could best utilize this database would also be required.

5.2 Expansion and Integration of the Knowledge Base

One of the reasons for selecting an expert system over conventional programs for
implementing the automated system was the relative ease for adding design concern rules.
Due to the limited scope of the current study, many rules were not included. Further study
should not only address the addition of more rules (and its resulting effect on system
performance) but also the possibility of including these, particularly for the case of device
oriented design concerns, as part of already existing design rule checkers that have been
developed for most schematic capture products. Since many of the device oriented rules
are only tenuously related to sneak circuits, it may be more effective to include them with
a general set of design rules available to the designer after schematic capture.
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5.3 Net List Format

To permit compatibility with a wide range of CAD products, SCAT was designed to
process net lists formatted in EDIF. At the time SCAT was developed, the only available
version of EDIF was EIA Interim Standard No. 44, version 1 1 0. Subsequently, version 2
0 O has become available and unfortunately is not compatible with older versions. An
interface with the new version is therefore required.
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Appendix A
SCAT USER’S MANUAL

Note: This User’s Manual has been written as a stand alone document and
therefore contains information that may appear elsewhere in this Final Report
where such information was also considered applicable for this manual.

A.1 INTRODUCTION

Sneak Circuit Analysis (SCA) is an established procedure for identifying sneak related
problems (sneak paths, sneak timing, sneak labels/indications, design concerns, drawing
errors) in electrical circuits. The procedure is specified as Task 205 in MIL-STD-785B
where sneak circuits are defined as unintended paths that can cause an undesired function
to occur or a desired function not to occur, assuming no component failures'. A non-
topological version of SCA is specified in MIL-STD-1543B where functional paths and
design concerns are addressed.

Standard SCA procedures are highly labor intensive and process input data available only
during the latter portion of the development cycle. Systems have been developed for
automating the data-formatting portions of the procedure, but these require expensive
computer resources (typically large, batch processing systems) and experienced analysts.
The Sneak Circuit Analysis Tool (SCAT) overcomes these deficiencies by providing a
personal computer based system for real time identification of sneak paths and design
concerns early in the development cycle with no prior SCA experience required of the
analyst, These features are attained in part by targeting the analysis to identify sneak paths
in switching circuits and commonly encountered design concerns related to sneak paths in
analog or digital circuits, and in part by focusing the analysis at the assembly or subsystem
level rather than the entire system. In this manner, most sneak problems can be identified
and corrected by the responsible design engineer in a timely manner.

The automated analysis is based in part on the fact that sneak paths involve circuit
branches that conduct current in either direction depending upon the switching state of the
circuit. Thus, SCAT searches for these bidirectional branches rather than perform the more
complex task of searching for specific topological circuit patterns as done by conventional
automated SCA approaches. The analyst’s task is also reduced to evaluating the
significance of specific sneak paths rather than applying “clue lists" to circuit patterns for
identifying the sneak paths.

! Sneak software analysis is not addressed here.
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Since only a portion of a system is being analyzed at any given time, a feature has been
provided to identify sneak paths associated with assembly or subsystem interfaces. SCAT
requests the user to identify each interface port of a switching circuit in terms of it being a
power input, ground return, or signal I/O. Interfaces to power and ground are labeled as
such regardless of whether they respectively go to power and ground directly or through
switched or unswitched loads, and they are included within the sneak path search. It is
important to note that SCAT is intended to identify sneak conditions early in the design
when interfaces may not yet be completely defined. In this manner, problems can be
corrected early at minimal cost so that at a later development phase a more conventional
SCA can be performed on the entire system and uncover the few, if any, remaining
problems.

A.2 THE AUTOMATED PROCEDURE
The automated procedure for performing SCA consists of the following steps:
L. Target critical areas of a system for analysis.

The requirement for performing a SCA should apply to portions of a system considered
critical. These subsystems can be identified from the results of other analyses such as
FMEA or Fault Tree. Bear in mind that sneak path analysis addresses combinatorial power
switching and distribution circuits and that design concern analysis, although applicable to
all analog and digital circuitry, 1s not intended for identifying sneak paths. To insure
thoroughness, all external interfaces of the targeted subsystems must be defined in terms of
being dedicated power or ground, switched power or ground, or signal lines.

2. Partition the circuitry to be analyzed into manageable segments.

The appropriate size of a segment is a function of the following constraints:

a. The ability of the analyst to understand the detailed operation of the circuit.
The analyst must (1) evaluate the operational implications of each reverse

current path identified by the sneak path search and (2) respond to SCAT
queries concerning circuit timing and the function of circuit components. The
size of the circuit must not exceed the analyst’s capability to do so.

b. The ability to capture the circuit using OrCAD/SDT. The circuit must be
captured using OrCAD/SDT device libraries and editing guidelines specified in
section A.5.

c. The ability of SCAT to process the circuit. For typical circuit topologies,
sneak path analysis can be performed on circuits containing up to 2,000
components while design concern analysis can be performed on circuits
containing up to 300 components.
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If circuit partitioning is required, minimize the number of interfaces crossing a partition
boundary (see Figure A-1). This can usually be achieved by functionally partitioning the
circuitry. As before, all interfaces must be defined in terms of being dedicated power or
ground, switched power or ground, or signal lines.

3. Generate the EDIF net list following the procedure described in section A.S.

4, Run SCAT as described in section A.6.

A3 SYSTEM REQUIREMENTS AND INSTALLATION PROCEDURE

SCAT is a menu driven system consisting of (1) a set of programs written in the C
language and (2) knowledge bases developed under the M.1 (Teknowledge, Inc.) expert
system shell, all running under MS-DOS and controlled by a DOS batch file program. The
user must have a copy of M.1 to run SCAT. Hardware requirements are an 80286 or 386-
based personal computer with a minimum of 640K RAM and a 10MB hard disk (an IBM-
XT class machine can be used, but performance in terms of circuit size and analysis speed
will degrade).
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Figure A-1. Proper Circuit Partitioning
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Input data for SCAT is a schematic net list (i.e., a list of device interconnections)
formatted in EDIF* version 1 1 O as generated by the OrCAD/SDT III schematic capture
tool. OrCAD, a popular, commercially available MS-DOS based CAD package, is not
bundled with SCAT.

The SCAT installation procedure is as follows:
1. Insure your computer’s system configuration file permits 8 or more files to be open

concurrently (i.e., FILES = x where x 2 8). For MS-DOS, the default value of the
FILES parameter is 8.

2. You must have a copy of M.1 version 2.1 (or a later compatible release) installed
on your hard disk in accordance with the vendor’s (Teknowledge) installation
instructions.

3. Copy all files from the SCAT program floppy disk on to your hard disk in the same
directory as M.1.

4, Copy all net lists to be analyzed into the same directory as M.1. Net lists must be
generated by OrCAD/SDT III using the "FlatEDIF" data format.

A4 SCAT OPERATION

This section provides a detailed description of SCAT operation. This material is not
required for understanding the operating procedure that appears in section A.6.

A complete list of names of SCAT programs and knowledge bases appears in Table A-1.
Documented listings of the source code and knowledge bases appears in volume II of the
final report. A list of temporary data files generated by the programs appears in Table A-
2. SCAT programs controlled by the DOS batch file SCAT.BAT are shown by the
diagram appearing in Figure A-2. The program names appearing in the figure are referred
to in the following discussion.

Upon invoking SCAT, the net list entry screen generated by the knowledge base SCAFILE
enables the user to specify a net list file to be analyzed. At this point, control returns to
SCAT.BAT which invokes the C program EDIF2M1. This program reads the specified net
list file and outputs a reformatted version in two files (DEVS.SCA and JOINS.SCA) for
use by the M.1 knowledge bases. If the net list file is not found, SCAT.BAT calls the
M.1 file SCAFILEB which displays an appropriate error message and re-reouests a net list
file name. Otherwise, SCAT.BAT calls M.1 file SCAMENU which generates the "main
menu" for SCAT.

? Electronic Data Interchange Format as specified by EIA Interim Standard No. 44.
Version 2 0 0 was not available at the time this effort was undertaken.
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Table A-1. SCAT Programs, Knowledge Bases and Databases

File Name
SCAT.BAT
DESIGN

DEVICE

DSGNMENU

EDIF2M1.EXE

FUNCTION

GOODPART.PTH
MLEXE
MODELS.SCA

PATHS.EXE
SCA.CFG
SCA.EXE

SCAFILE
SCAFILEB
SCAIN

SCAMENU

SCAOUT

File Type/Size
DOS batch file/1K
KBase/12.3K

KBase/24 4K

KBase/5.9K

C Program/19.5K

KBase/46.1K

ASCII/4K
M1 shellf231.6K
ASCIIf3K

C Program/33.9K
M1 shellf2.4K
C Program/36K

KBase/3.2K
KBase/3.6K
KBase/14.6K

KBase/11.4K

KBase/13.2K

Description
Controls overall program flow. Invoked by user.

Identifies power/ground paths. Calls PATHS. Called by
SCAMENU.

Identifies device-related design concerns from the net list,
Called by DSGNMENU.

Function/device design concerns selection. Called by SCAT.
Calls FUNCTION or DEVICE,

Generates DEV.SCA and JOINS.SCA from the net list. Called
by SCAT.

Identifies function-related design concerns from the net list.
Called by DSGNMENU.

Data base used by PATHS.
Expert system inference engine.

Data base used by SCA and PATHS.
Contains models for circuit devices.

Identifies power-power sncak paths. Called by SCAT.
Display configuration data.

Identifies sneak paths from the niet list. Deleted parts and
source/sink nodes are read from DATA.SCA. Called by SCAT.

Net list file sclection. Called by SCAT.
Reports net list file selection errors. Called by SCAT.

Generates DATA.SCA. Reports presence of IC’s in the net list.
Called by SCAMENU.

Sneak paths/design concems selection. Called by SCAT. Calis
DESIGN or SCAIN.

Displays sneak paths, Assists user evaluation. Calls PATHS.
Called by SCAT.
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File Name
BIS.SCA

DATA.MOD

DATA.PTH

DATA.SCA

DATABAK.MOD
DATABAK.SCA
DELS.SCA

DEVS.SCA

DONE.DSN

DONE.SCA

FILE.SCA

JOINS.SCA

PATHS.PTH
SNEAK.SCA

Table A-2. SCAT Data Files

File Type/Size
ASCI/**

ASCH/f*

ASCII/*

ASCII/*

ASCII/.03K
ASCI/.09K
ASCIIf*

ASCII/*

ASClif+*

ASCII/**

ASCII/*

ASCII/*

ASCIy*
ASCII/**

* Varies with circuit size.
*% Program flag. Memory requirement is negligible.

Description
Sneak paths identified by SCA for SCAOUT.

Generated by SCAMENU. Contains switch, relay, and capacitor
models.

Power sources identified by DESIGN for use by PATHS. Also
used as a flag file for SCAT to execute PATHS.

Generated by SCAIN. Lists deleted net list parts and
source/sink nodes.

Initial system data for switch, relay, and capacitor models.
Initial system data for source/sink nodes.

Generated by SCAQUT and used by SCA. Contains deleted
paths.

Generated by EDIFZM]1. Identifies all net list parts and ports.
The file is used by various KBases.

Flag generated by DSGNMENU for SCAT to execute
SCAMENU.

Flag generated by SCAMENU for SCAT to terminate and exit
to DOS.

Contains net list file name generated by SCAFILE or
SCAFILEB for EDIF2M1 and SCA.

Generated by EDIF2ZM1. Identifies circuit nodes in the net list.
The file is used by various KBases.

Power-power paths identified by PATHS for FUNCTION.
Flag generated by SCAIN for SCAT to execuie SCA.
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1
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Legend:
C) - C code
D) - DOS

(K) - Knowledge Base

Figure A-2. SCAT Program
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The main menu allows the user to modify switch, relay and capacitor models before
choosing one of the following types of analyses:

(1) Sneak Path Search -- performed by the C program SCA and the knowledge
bases SCAIN and SCAOUT.

(2) Design Concern Analysis -- performed by the C program PATHS and the
knowledge bases DESIGN, DSGNMENU, FUNCTION and DEVICE.

Sneak path search applies only to switching circuitry, i.e., circuitry consisting of current
interrupting devices (switches, relays, connectors, circuit breakers, fuses). Sneak paths are
not traced through integrated circuits; IC’s are instead automatically modeled by SCAT as
open terminations (i.e., IC leads are treated as open circuits). However, by using OrCAD
to edit the schematic, the user can substitute equivalent circuits if he is aware of them.

SCAT searches for potential sneak paths by first identifying all directed, non-circular,
topological paths between two user specified nodes; the "source” node (starting point) and
the "sink" node (ending point). These paths are then analyzed to identify those that are bi-
directional (i.e., capable of conducting currcut in either direction depending upon the
circuit’s switching state. Each reverse current path identified is displayed to the user as an
ordered list of device reference designators keyed to the circuit schematic. The user traces
each reverse current path on the schematic to determine the path’s validity (i.e., whether
system operation precludes the assumed switching state required by the path) and its
significance (i.e., its effect on mission success, personnel safety, equipment damage, etc.).

Reverse current paths are identified from the net list by the C program SCA. The
knowledge base SCAIN enables the user to specify source and sink nodes and to set the
switching state of any device. The knowledge base SCAOUT displays the reverse current
paths and provides assistance in evaluating their validity. SCAOUT also allows the user to
mark any reverse current path as invalid and regenerates the paths to eliminate the marked
one and all others solely dependent upon it. A complete analysis requires that the sneak
path search be re-run for all combinations of source and sink nodes involving power
supplies (sources) and grounds (sinks).

Design Concern Analysis differs from Sneak Path Search in that the former is a highly
interactive consultation and can be applied to any analog, digital or combined analog/digital
circuitry.  The analysis identifies problems associated with (1) circuit configurations
involving specific devices (DEVICE knowledge base) and (2) circuit configurations
involving circuit functions such as power distribution (FUNCTION knowledge base).
Design concerns are implemented as knowledge base rules and comprise the functional
guidelines and device guidelin-s appearing in the guidebook Sneak Circuit Analysis for the
Common Mar’. When a design concern is encountered, an appropriate message is

* The guidebook’s design rules for avoiding sneaks during design were not
implemented during this effort because they apply functionally to the overall circuitry and
are therefore much more difficult to automate.
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displayed and the user is given the options of requesting an explanation of the problem and
a possible solution. The analysis concludes by returning to the main menu.

A.5 SCHEMATIC AND NET LIST GENERATION

Schematics must be drawn using the graphics and text editting tools and parts symbol
libraries supplied by Or”AD/SDT IIl. The product includes print and plot utilities for
generating hardcopies as well as a utility for generating net lists. Completed schematics
are saved on disk and may be retrieved for additional editting. A complete description of
the product can be found in the OrCAD user’s manual and is not presented here.

Before generating a net list for input to SCAT, the schematic must be checked for the
following:

1. Al interfaces to external power sources and ground nodes must be labeled
using the OrCAD/SDT module port facility.

2. The terminals of all in-circuit voltage sources (e.g., batteries) must be labeled
using the OrCAD/SDT module port facility.

3.  Any device appearing in the OrCAD/SDT DEVICE library may be used. The
devices are shown in Figures A-3 and A-4. In addition, any IC may be used
as long as it is referenced by the prefix "U" (see item 4).

4.  Schematic reference designations for circuit components must use the default
label prefix provided by OrCAD/SDT (e.g., "R" for resistor one, "K" for relay,
"U" for IC, etc.). Refer to Figures A-3 and A-4 for the default reference
designator of each device.

5. Any labeled power, ground or signal path may be specified as a source or sink
for Sneak Path Analysis. This may be done (1) while running SCAT by
specifying the path name, or (2) while editing the schematic by labeling the
desired module port as "SRC" or "SNK".

The OrCAD/SDT schematic error checking utility, ERC, can be used to check circuit

connectivity for shorts between outputs, inputs with no driving source, unconnected pins
and other common wiring errors.

The net list is generated using the OrCAD/SDT NETLIST utility. The special format
"FlatEDIF" must be specified when invoking the utility.
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A.6 SCAT OPERATING PROCEDURE

Note: In the following procedure, data to be entered (i.e., entry followed by carriage
return) appear enclosed in chevrons (i.e., <data>). Entries must be typed lower case. Do
not type the chevrons. Entries to be selected are enclosed in quotes (i.e., “selection”).
Entries are selected by using arrow keys to highlight the selection and pressing ENTER.
The selection "unknown" is not operative.

1.  Enter <scat>.

A net list file name will be requested.

2. Enter the name of the net list file for the circuit to be analyzed. Use lower cose
text.

The file will be retrieved and pre-processed. This will typically take 5-10 seconds.
If the file is not found, a bad-file message will appear and a net list file name re-
requested. Otherwise, the main menu will appear and the user is requested to select
the type of analysis to be performed.

3. Before proceeding to select Sneak Path Analysis (“sneak”) or Design Concerns
Analysis ("design"), the user has the option of modifying switch/relay and capacitor
models to agree with their engineering specifications or usage. The contact
arrangement for multiple-throw switches and relays (see Figure A-5) can be
specified as Break-before-Make or Make-before-Break. In the former (the default
case), when the switch or relay is toggled, the newly selected path is established
after the old path has been opened. In the latter, there is some overlap for a short
period (typically a few milliseconds) during which time the newly selected path and
the old path exist concurrently. Models corresponding to these two configurations
can be specified for switches and relays either individually or globally.

Capacitor terminals can be modeled as being unconnected to each other (i.e., OPEN)
or connected together (i.e., SHORTed). The former (the default case) applies to
paths involving DC currents while the latter applies to AC or transient current paths.
As before, models corresponding to these two configurations can be specified for
capecitors either individually or globally.

4, Option 1: Select "sneak" paths.
If the net list includes IC’s, the user is informed that sneak path processing will
treat paths to these devices as open circuits. The user has the option of continuing

with the analysis or returning to the main menu.

If both a source node and sink node have not been specified in the schematic, the
user is requested for these data.
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o0

(a) A Single Pole Single Throw (SPST) switch
is inherently Break—Before—Make.

:ﬁ:—

A

(b) This Single Pole Double Throw (SPDT) switch
is Breck-Before—Make.

—

(2)
—

(c) This SPDT switch is Make-Before—Break.
Current will momentarily flow out both

contacts (1) and (2) as the switch is
actuated.

Figure A-5. Types of Switching Devices
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When source and sink nodes have been specified and if there are no IC’s, or if
there are and the user chooses to continue, the sneak path input data menu appears.
The user may choose to:

4.1

42

4.3

4.4

4.5

Delete parts to simulate OPENed switches, remove redundant paths (thereby
reducing processing time), delete paths for some other arbitrary reason. A list
of the deleted parts and the reason for their deletion is maintained by the
program.

Undelete previously deleted parts.

Change the source node for the analysis. If a nnde is labeled SRC on the
schematic, it is the default source.

Change the sink node for the analysis. If a node is labeled SNK on the
schematic, it is the default sink.

Execute the sneak path search.

Sneak path processing will commence. Processing time for small circuits (i.e.,
short net lists) is a few seconds; larger circuits require more time. The reverse
current path menu will appear when processing is concluded. Each path is
identified by a list of device names corresponding to those in the circuit
schemaiic that lie on the sneak path between the source and sink nodes.
Devices that lie on the bidirectional portion of the path are prefixed by an "*".
As an aid for cross-referencing the path list to the schematic, relays are listed
with either a "-S" suffix to indicate a switching contact or a "-C" to indicate a
coil. The analyst can trace the path on a copy of the schematic to facilitate its
evaluation. The following options are available from the reverse current path
menu:

45.1 Display the next path. Paths are consecutively numbered for
reference.

452 Re-display the previous path. The path queue is circular.

453 Mark a reverse current path for deletion. This is required if user

determines the path to be operationally impossible (e.g., due to
forbidden switching states).

45.4 Unmark a marked path. This option is available only when a path
has been marked.

4.5.5 Display deleted paths. This option is available only when one or

more paths have been deleted. The deleted path menu is similar
to the reverse current path menu.
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45.6 Regenerate paths. This option is available only when a path is
marked for deletion or a deleted path is mwked to be undeleted.

45.7 Print the path currently displayed (for hardcopy reference).

45.8 Request computer-aided analysis of the sneak path. The system
will prompt the user for basic, circuit-related information necessary
to evaluate the significance of the sneak path in terms of
inhibiting desired functions or causing undesired functions. If as a
result of the analysis the reverse current path is declared to not be
a sneak path, the path will be automatically marked for deletion.

4.5.9 Return to the main menu.

The sneak path search should be repeated for all applicable source/sink pairs. These
include each instance of the following combinations:

SOURCE SINK
+ or - DC power input corresponding DC return
+ DC power input - DC power input
AC power input corresponding AC return

Option 2: Select "design" concerns analysis.
The following messages will appear.

5.1 Power/ground message. The analysis requires that power and ground paths be
unambiguously identified. Automatic identification of the paths is initially
attempted. The user is then asked to validate the power and ground listings
and correct them if necessary. Additions or deletions are made by entering
power (or ground) names one at a time. As described in the message, the
names must appear as labels on the schematic and must be entered in lower
case text. Spaces within the name must be replaced by underscores. Names
prefaced by a number must be prefixed by "x_"

5.2 Circuit type message. The user must designate the circuitry being analyzed as
either analog, digital, or both.

Prior to continuing, the currently identified power and ground nodes and the
circuit type are displayed along with an option to modify them. If the design
concerns analysis is repeated, this summary screen is displayed in place of the
power/ground and circuit type screens.
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5.3 Design concerns type  message. The analysis is divided into two parts,
functional guidelines and device guidelines, to facilitate focusing on specific
attributes of the circuit for analysis (or re-analysis). The user is requested to
specify the analysis type.

From this point on, queries will arise as the system attempts to identify design
concerns. The user must respond to each query for the analysis to continue.
Queries addressing specific devices reference those devices by their schematic labels.
Where switch or relay contacts are referenced, the specific terminals being addressed
are indicated along with the device label (e.g., Kl-commonl). The terminal
identifiers are the same as those appearing in the OrCAD device library.

As each design concern is identified, an appropriate message is displayed. The user
may request an explanation of the design concern, a possible solution, or re-display
of the original message. The user is given an option for printing out identified
design concerns at the conclusion of each guideline session.

A.7 SCAT APPLICATION EXAMPLE

Note: In the following procedure, data to be entered appear enclosed in chevrons (i.e.,
<data>). Entries must be typed lower case, followed by a carriage return. Do not type the
chevrons. Entries to be selected are enclosed in quotes (i.e., "selection"). Entries are
selected by using arrow keys to highlight the selection and pressing ENTER. The selection
"unknown" is not operative. Figures for this section appear at the end of this section.

The example references the schematic DEMO (Figure A-6). SCAT will be used to ideniify
a sneak path (shown highlighted in Figures A-12 and A-14) and a power-to-power tie
(shown highlighted in Figure A-28). Entry of specific switch contact timing configurations
(i.e., Make-Before-Break or Break-Before-Make) will also be demonstrated. Figure A-29
depicting SCAT program flow, references the screens described in the following example.

1. Install SCAT on to hard disk as described in the SCAT Installation Procedure.

2. At the DOS prompt, enter <SCAT>. The net list entry screen (Figure A-7) will
appear.

3. At the net list entry screen, enter <demo.net>. The main menu (Figure A-8) will
appear.

4. At the main menu, select "sneak”. The IC message (Figure A-9) will appear.

5. At the IC message, select "continue”. The sneak input data menu (Figure A-10) will
appear.
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6. At the sneak input data menu, select "execute". The first reverse current path will
appear.

7. At the reverse current paths menu (Figure A-11), observe Path 1 data. The path
number appears at the top line of the APPLICATION DISPLAY window. Observe that
a total of two reverse current paths were identified. A system reference number for the
path also appears. Since no parts were deleted, the DELETED PARTS data, appearing
below the path listing, are all empty (i.e., [ ]).

Path 1 is [K1-5,%¥S2,K1-C]. The path, shown highlighted in Figure A-12, comprises the
source (labeled SRC on the schematic), a switch contact on relay K1, the switch S2,
the coil of relay K1, and ground sink (labeled SNK on the schematic). The source and
sink nodes do not explicitly appear in the path list but are implied.

Select "next" and "previous" and observe the path number change. An evaluation of
the two reverse current paths identified reveals the critical one to be Path 1. The path
permits source current flowing through relay K1 (when de-energized) and through
switch S2 (when enabled) to also flow through the coil of K1, thus energizing the
relay. This in turn will open the K1 contact, de-energizing the coil and starting an
oscillatory sequence of events. Note that current through S2 flows opposite to that
implied by Path 2: [Q1,*S2,LP2] (see Figures A-13 and A-14). Hence, S2 is bi-
directional and is prefaced by an asterisk.

Select "return". The main menu will appear.
8. At the main menu, select "design”. The power source menu (Figure A-15) will appear.

9. At the power source menu, select "continue". The ground list menu (Figure A-16) will
appear.

10. At the ground list menu, select "continue”. The circuit type menu (Figure A-17) .will
appear.

11. Answer the circuit type query "both". The summary of design parameters (Figure A-
18) will be displayed along with options to modify any of them.

12 Select "continue”. The design concern type menu (Figure A-19) will appear.

13. At the design concern type menu, select "functional_guideln”. The function-oriented
design concern analysis will commence.

14. A query will appear regarding power and ground connectors. Select "no".
15. A warning regarding a possible shock hazard at the ground pin will appear. Select
"explanation”. An explanation of the concern will appear. The page number at the

end of the explanation references the page in the report SCA for the Common Man
where additional information regarding this concern can be found.
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16.

17.
18.
19.

20.

21.

22.

23.

24,

25.

Select "solution". A solution for the concern will appear. Note that as the text
appears, earlier messages scroll off the APPLICATION DISPLAY window. These
earlier messages can be retrieved by pressing function key F2 and using the arrow keys
to scroll back through the text. To continue the analysis, F2 scrolling must be disabled
by pressing the ESCAPE key.

Select "warning_message". The original warning message is repeated.
Select "continue". A warning regarding switching devices in ground paths appears.

Select "return" (where available as a choice) or press ALT-A ("Alt" key and the letter
"A") at any time to interrupt the analysis and return to the design concern type menu.
Alternatively, the remaining functional design concerns may be viewed by repeatedly
selecting "continue" until no further concerns have been identified. At that point, a
hardcopy of the identified design concems may be requested, or "return” may be
selected to return to the design concern type menu.

At the design concern type menu (Figure A-19), select "device guideln". The device-
oriented design concern analysis will commence.

A query regarding loads of specific transistors will appear. Select "yes".

A query regarding interruption of power at the collector terminal of specific transistors
will appear. Select "q3" then select "g2".

A waming regarding a possible sneak path through the transistor will appear. The
choices "explanation”, "solution", "warning_message", "continue" and "return" may be
selected as before.

Return to the design concern type menu by either selecting "return" (where available
as a choice), pressing ALT-A, or repeatedly answering queries and selecting "continue"
until the analysis concludes and then selecting "return”.

At the design concern type menu, select "return”. The main menu will appear.

At this point, the basic example concludes. Select "exit_program" to exit to DOS.
Otherwise, proceed to step 26 to continue this example.

26.

At the main menu (Figure A-8), select "model_switch”. The switch/relay model menu
(Figure A-20) will appear. Select "append_M". A prompt regarding specifying
specific switches as Make-Before-Break will appear.
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27.Enter <s3> in response to the prompt (Figure A-21). Note the switch entry displayed
in the DISPLAY window. Enter <kI>. Enter <done> to return to the main menu.
Again, note the switch entry appearing within the message in the DISPLAY window
(Figure A-22).

28. At the main menu, select "sneak”. The IC message will appear.
29. At the IC message, select “continue”. The sneak input data menu will appear.

30. At the sneak input data menu, select "execute”. The system will search the net list for
reverse current paths. The sneak paths screen will appear.

31. At the sneak paths screen, observe that four reverse current paths have now been
identified. The additional two paths are due to relay k1 and switch s3 having been
modeled as Make-before-Break.

32. Select "previous”. Path 4, [Q1,%S2,K1-S,LP1], will appear (Figure A-23).

33.Select "analyze". A query regarding permissibility of simultaneous switching will
appear. Select "no".

34. The system will conclude that reverse current Path 4 does not present a sneak problem
and will mark the path for deletion (Figure A-24). This conclusion can be overridden
by selecting the "undelete" option. Select "regenerate_paths".

35. The system will search the net list for reverse current paths under the constraint that
the marked path is not a sneak path. Observe that only two paths were found (Figure
A-25). The first of the four previous paths, [K1-S,LP2], is no longer a reverse current
path due to the deletion of Path 4. Select "deleted_paths".

36. The deleted paths screen will appear (Figure A-26). The options "next" and "previous"
can be used to view deleted paths when more than one exists. The option "undelete"
can be selected to mark a deleted path as a valid sneak path. Select "paths" to return
to sneak paths menu.

37. Select "return”. The main menu will appear.

38. At the main menu, select "design". A summary of the currently selected design
concern analysis parameters will appear.

39. Select “continue”. The design concern type menu will appear.

40. At the design concern type menu, select "functional_guideln”. The function-oriented
design concern analysis will commence.
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41. The first function-oriented design concern will now be a warning regarding a power-to-
power tie (Figure A-27). The corresponding sneak path appears in the message and
may be traced on the circuit schematic (see Figure A-28). Note that this warning did
not appear earlier when switch S3 and relay K1 were modeled as Break-Before-Make.

As before, "explanation”, "solution" or "warning_message” may be selected.

42. Return to the design concern type menu by either selecting "return” (where available
as a choice), pressing ALT-A, or repeatedly answering queries and selecting “continue”
until the analysis concludes and then selecting "return".

43. At the design concern type menu, select "return”. The main menu will appear.

44, At the main menu, select "exit_program". The DOS prompt will appear.
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M1 Commands
APPLICATION DISPLAY

SCAT Ver. 1.3
bBeveloped By: ScHaR Inc
Developed For: RADC/RBER

COTR: B. Dudley

Release Date: 10/2/89

c/n F30602-87-c-0193

(3153 330-2608

UESTION

Enter the name of the net list file:

ALT-f Abort.  F2 Scroll Display

- F10 Command Mewu

ANSWER

eno.net ‘ .

‘Enter louercase expression

Figure A-7. Net List Entry Scree

APPLICATION DISPLAY

M1 Commands

otheruise specified.

demo.net has been loaded...

- All suitches and relays will be modeied
as DREAK-BEFORE-MAKE unless otheruwise specified.

Select SNEAK PATH SEARCH or DESIGN CONCERN ANALYSIS.

Prior to selection, modify suitch, relay, and capacitor models if necessary.

- fill capacitors will be nodeled as OPEN circuits unless

{JUESTION

Choose desirzd option:

- Sneak Path Search
Design Concern fnalysis
Hodel suitch
Model capacitor
Exit to DOS

ANSWER
design

nodel_suitch
nodel_capacitor
exit_progran

unknoun

Figure A-8. Main Menu
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M1 Commands

APPLICATION DISPLAY

The netlist contains ICs. If sneak path analysis is performed, the ICs
will be ignored (creating “breaks" in the circuit at these points).

If you do not wish to model the ICs in this mawner, return to the
main menu at this time. Alternate modeling can then be performed
by exiting to DOS, modifying the schematic to replace the ICs with

switches and diodes, regenerating the netlist and then running SNEAK
PATH ANALYSIS.

AUESTION ANSUER

Choose one of the following options:
- Continue Sneak Path Analysis return
- Beturn to Main Henu unknoun

Space to Mark

ALT-A Abort F2 Scroll Display F10 Command Menu
Figure A-9. IC Message

READY

Mi Commands ‘ . - ﬁ
APPLICATION DISPLAY

Source: src
Sink: snk
Deleted Parallel Parts: []
Deleted Suitch Related Parts: (]
Deleted Miscellaneous Parts: []

QUESTION ANSWER

Please choose desired option:
- Execute Sneak Path Search delete
- Delete Parts undelete

Undelete Parts
Change Source
Change Sink

change_source
change_sink
return

‘Space to Mark
ALT-A Abort. “FZ Scroll Display  F10 Command-Menu .

Figure A-10. Sneak Input Data Menu
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APPLICATION DISPLAY

[demo.net] src to snk reverse current path 1 of 2:
path ref. number: 4

[K1-S,»52,K1-C1]
NOTE: Asterisk () indicates a reverse current device.

Deleted Parallel Parts: [1.

Deleted Switch Related Parts: 11,
Deleted Biscellaneous Parts: [1.

Use upsdoun arrous to scroll ansuers.

{JUESTION ANSUER
Choose: - Display Next Path
- Display Previous Path previous
- finalyze Current Path analyze
~ Delete Current Path delete
-~ Print Path print
- Return to Menu return
ISpace to Mark
ALT-A Abort F2 Scroll Display =~ F1G Command Menu . : READY

Figure A-11. Reverse Current Path 1

v

' _jr"b} j:s- W ™ I-[jv

Y er
Ta 2v2210

Figure A-12. Path 1 Highlighted on Schematic
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M1 Comnands
APPLICATION DISPLAY
[demo.net] src to snk reverse current path 2 of 2:
path ref. number: 6

[Q1,%52,LP21
NOTE: Asterisk (x) indicates a reverse current device.

Deleted Parallel Parts: [].
Deleted Suitch Related Parts: [3.
Deleted Miscellanecus Parts: [1.

Use upsdoun arrows to scroll ansvers.

QUESTION ANSWER
Choose: - Display Next Path next
~- Display Previous Path ]
- fAnalyze Current Path analyze

- Delete Current Path delete
- Print Path print
= Return to Menu return
Space to Mark
ALT-@ Abort F2 Scroll Display F10 Command Menu _ i READY

Figure A-13. Reverse Current Path 2

Figure A-14. Path 2 Highlighted on Schematic
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M1 Commands -
APPLICATION DISPLAY

Identif ied external pouer sources:
[ac_pur,ac_rtn,src,x_plusSudc]

Verify the list. It must include all AC and + DC EXTERNAL voltage
sources. DO NOT APPEND any internal (in-circuit) voltage sources
(e.g. in~circuit batteries). To append a name to the list:
1) Type lower case.
2) Replace spaces with underscores (_}.
3) Spell out *+’ and -’ (i.e. 'plus’ and ’ninus’).
4) Any name starting with a number, a '+’ or a ’-’ should be prefixed
with ’x_’.
eg. +5v dc  => x_plusSu_dc.

JUESTION ANSUER
Choose one of the follouwing:
- no change delete
- delete a name from present list append
- append a name to present list unknown
{Space to Mark

ALT-A Abort

F2 Scroll Display - F10 Command Menu

Figure A-15. Power Source Menu

M1 Commands . =
APPLICATION DISPLAY
Identified grounds:
[snk]

Make sure the list is correct.

QUESTION ANSUER
Choose one of the follouing:
- np change delete
- delete a name from present list append

- append a name to present list unknoun

: {Space to Mark
FZ Scroll Display  F10 Command Menu '

Figure A-16. Ground List Menu |

ALT-f fibort
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M1 Conmands

APPLICATION DISPLAY

rQUESTIUH ANSUER
Does the circuit consist of: analog
- analog and electromech. devices only digital
- digital IC’s & passive devices only

- both analog and digital devices? unknoun

Space to Mark
F2 Scroll Display F10 Command Menu _

rigure A-17. Circuit Type Menu

ALT-fi Abort

"ML Commands |

ADPLTCATION DISPLAY —

Modify if necessary

External Power Source:
Ground: [snkl]

The circuit consists of: Both analog and digital devices.

[ac_pur,ac_rtn,src,x_plusSude]

[QUESTION ANSWER
Choose: - Continue
- Hodify External Pouer List pouer_list
- Hodify Ground List gnd_list
~ Hodify Circuit Type circuit_type
- Return to Menu return
unknoun
Space to Mark

| ALT-A Abort  F2 Scroll Display  F10 Command Menu

READ
Figure A-18. Design Parameter Summary
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Mi Commands =~~~
APPLICATION DISPLAY

The follouing topics are covered under FUNCTIONAL guidelines:
~— Pouer distribution and pouwer suitching
-— Digital timing

-— status indicators (i.e. lamps, LEDs)

The follouing topics are covered under DEVICE guidelines:
—— Bipolar transistors
-— Op-amps
-- Noise sensitive circuits (op-amps, one-shots, SCRs)
——- Relays
-- TTL or MOS digital circuitry

AUESTION ANSWER
Choose desired operation: return
functional_guideln
- return to main menu evice_guideln ‘
- functional guideline unknoun
device guideline
)

pace to Mark
F2 Scroll Display F10 Command Menu . ) -READY

Figure A-19. Design Concern Type Menu

ALT-0 Abort

"ML Commarids
APPLICATION DISPLAY

K

Select SNEAK PATH SEARCH or DESIGN CONCERN ANALYSIS.

Pv.or to selection, modify suitch, relay, and capacitor models if necessary.

~ All suitches and relays will be modeled
as BREAK~-BEFORE-MAKE unless otherwise specified.

- All capacitors will be nodeled as OPEN circuits unless
otheruise specified.

{UESTION ANSUER
Type of switching for relays and switches: ali ’w’
- MAKE-BEFORE-BREAK (M) all °p’
- BREAK-BEFURE-HAKE (B)
- fippend NAKE-BEFORE-BREAK to list delete_M
~ Delete MAKE-DEFORE-BREAK to list return
~ Return to Hain Henu unknown
Space to Mark
ALT 0 Abort~ F2 Scroll Display” = F10 Command Hewu o .. RENDY

Figure A-20. Switch/Relay Model Menu
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‘M1 Commands

APPLICATION DISPLAY— ' ' ' '

Select SNEAK PATH SEARRCH or DESIGN CONCERN ANALYSIS.

Prior to selection, modify suitch, rzlay, and capacitor models if necessary.

- All switches and relays will be modeled
as BREAK-BEFORE-MAKE unless otherwise specified.

-~ All capacitors will be nmodeled as OPEN circuits unless
otheruise specified.

UEST ION ANSUER
Enter name of MAKE-BEFORE-BREAK
switches or relays to be added.

Type ’'done’ when finished.

- lEnter locuwercase expression
-ALT-ANbort FZ Scroll Display  F10-Command Menu -

Figure A-21. Switch Configuration Menu

N1 Commands

APPLICATION DISPLAY

Select SNEAK PATH SERRCH or DESIGN CONCERN ANALYSIS.

Prior to selection, modify suitch, relay, and capacitor models if necessary.

- All suitches and relays will be considered as BREAK-BEFORE-MAKE

except for the following list which will be modeled MAKE-BEFORE-BREAK:
[s3,k1]

- All capacitors will be nodeled as OPEN circuits unless
otheruise specified.

QUESTION ANSWER
Choose desired option:
~ Suneak Path Search design
-~ Design Concern Analysis nedel_switch
- Hodel suitch model_capacitor
- Model capacitor exit_progran
- Exit to DOS unknoun
ISpace to Mark
ALT 0 Abort '

F2 Scroll Display = F10 Command Henu
Figure A-22. Main Menu Listing M-B-B Swntches

73



M1 Commands

APPLICATION DISPLAY-

[demo.net] src to snk reverse current path 4 of 4:
path ref. number: 9

[Q1,»*82,K1-S,LP11]
NOIE: Asterisk (s) indicates a reverse current device.

Deleted Parallel Parts: [1.

Deleted Suitch Related Parts: [1.
Deleted Miscellaneous Parts: [1.

Use upsdoun arrous to scroll answers.

AUESTION ANSWER

Choose: - Display Next Path next
Display Previous Path
finalyze Current Path
Delete Current Path
Print Path

Return to Menu

pace to Hark
F2 Scroll Display , F10 Command Mewn

Figure A-23. Reverse Current Path 4

ALT-A Abort

‘M1 Commands
APPLICATION DISPLAY

[demo.net] src to snk reverse current path 4 of 4:
path ref. number: 9

{Q1,%52,K1-S,LP1]
NOTE: Asterisk () indicates a reverse current device.

Deleted Parallel Parts: [1.

Deleted Switch Related Parts: [1.
Deleted Miscellaneous Parts: [1.
<<THIS PATH IS MARKED FOR DELETION>>

» No sneaks uwere identified for this path.

LUESTION- ANSWER
Choose: - Regenerate Paths
- Undelete Current Path undelete
unknoun

‘Space to Mark
Z Scroll Dtsplay - F10 Conmand Henu - - :

Figure A-24. Path Marked for Deletion

ALT-A Abort F
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M1 Commands

APPLICATION DISPLAY

[demo.netl src to snk reverse current path 1 of 2:
path ref. number: 6

[K1-S,%52,K1-C]
NOTE: Asterisk (%) indicates a reverse current device.

Deleted Parallel Parts: [1.
Deleted Suitch Related Parts: [1.
Deleted Miscellaneous Parts: [1].

Use upsdoun arrous to scroll ansuers.

UESTION ANSWER
Choose: - Display Next Path next
- Display Previous Path previous
- Analyze Current Path analyze
- Delete Current Path delete
- Display Paths Deleted Earlier
- Print Path print
Space to Mark

-ALT-A Abort. -F2 Scroll Display  F10 Command Menu :
Figure A-25. Regenerated Reverse Current Path 1

- M1 Comnands

APPLICATION DISPLAY

[demo.net] src to snk <<DELETED>> path 1 of 1:
path ref .number: 9

[Q1,52,K1-S,LP1]
NOTE: Asterisk (=) is NOT INCLUDED.

Deleted Parallel Parts: [1].
Deleted Suitch Related Parts: [1J.
Deleted Miscellaneous Parts: [1.

UESTION ANSUER
Choose: - Display Next Path next
- Display Previous Path previous
- UndeletesDelete undelete
- Display Regenerated Paths
- Print Path print
Pnknoun

Space to Nark
ALT-A Abort .. F2 Scroll Display _ F10 Command Menu

Figure A-26. Deleted Paths.Screen
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M1 Commands e
APPLICATION DISPLAY

UARNING:

Check for possible pouwer-to-pouer tie betwsen src and ac_pur

when switching devices are closed. The sneak path(s) comprises the
following devices:

path(i) = [Rl;S3;X1;SLF1]

QUESTION
Choose one of the follouing options: -

ANSWER
explanation

solution

warning_message

return
unknoun
'Space to Mark
F2 Scroll Display F10 Command Menu

Figure A-27. Power-to-Power Tie Warning Message

ALT-A Abort

O amamey L Ty ;:nu —<Tn
10 40 in

Figure A-28. Power-to-Power Tie Highlighted on Schematic
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Net List Ent
R

l Filename

Main
(A-7)

Exit

TF;O DOS
Power Source rompt
(A-14) No IC Message
(A-8)
l Continue
Continue
Ground List
lnpu/t\ Data |j¢—-v--
-9
Continue (A-9)
Circuit T l
mixl-1 6))!pe Reverse
Curr%nt Path
-10
Continue Dessign Param. (A-19)
> ummary Retum
(A-17) Next/Previous
i Continue
Concem Type
@-—-’ (A-18)
Functional Device
Functional Return Device
Design Design ]
Concems l Concems
Retum Retum
Explanatiory Explanatior/
e Solutiorv e Solutiory
Waming Msg. Waming Msg.

Figure A-29. SCAT Program Flow
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DATA ITEM DESCRIPTION

JOEMTIPICATION wOIsl

AGENCY

LA 218

¢ rnirgg

SNEAK CIRCUTIT ANALYSIS REPORT

0ol ot.

R-7083

3 OCICMrigu/oyesog

The Sneak Clrcule Analysts documants che resules of ana-
lysas performed to verify the absence or presence of hidden
flow paths, unexpected outputs, or undesirable functions of
squipment or sofcvare, The results of the analyses fdencify
any lacent flov pachs chat could cause unexpected operations
during che l1fe of the hardvare or sofcvare and corrective
action proposed to ellminace them., It decails che mechod-
ology used {n, snd the excent and depth of, the anslyses.

s abdagva, darl

80 DEC 18

. GFP'CL QP sRiwanY

REAP NS B\ ITY

USAP

. S0C AtevanS

T OAPPRLICATIOW INTIEAREL AT IQNMS

The Snask Clrculc Analysis providas docunentation from
“hich the Covernment procurin} activicy can make determin-
acions concerning syscem and equipment unvanted functlons
or {nhibizlon of dest{red functions {n cha absence of
component fa{lure. HIL.STD-7858 (Task 203) must be ciced
{n conjunction victh the use of chis DID.

This OID supersedes DIaR-22594,

1 ARPGQPVI, LIMITATIGN

*MIL-STD-7858 (Task 203)

I rre e

weH, svuetME

@ Dot

*AMSC Mo. FI104

‘0 PREP ALAATION NITAUCTIONS

The Sneak Clrecule Analysts shall tnclude the following dsca:

(1) Descripcion of che methodology and procedurss used to sacisfy che caquire=
ments for Sneak Clreute Analysts as scipulaced (n MIL-STD-7838 (Task 203).

(2) Resules of the analysts and corrective sctions taken or anticipated, tn

sufftctent detatl co demonscraca thac the snesk pach vill be

Anslyses shall be {n the contractor's ovn formac.

eliminated,

DD Form 1664 Replaces DSA Form 402 Which is Obsolete
* U.S. Covernment Printing Office:

1981-703-022/90

Page 1

of |

Page

Exhibit B-1. DI-R-7083
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DATA ITEM DESCRIPTION 2 IDENTIFICATION NO())

ACENCY NUMBER
1. TITie
SNEAK CIRCUIT ANALYSIS REPORT DoD DI-R-7083 Rev.
3. DISCRIPTION/PURIOSE 4. APFROVAL DATZ
Sneak Circuit Analysis (SCA) documents the results of analysis
performed on hardware and software systens to identlfy designed-in
conditions that could inhibit or produce undesired system S. OFFICE OF PRIMARY RESPONSIBILITY
functions which could adversely affect crew safety, mission USAF
success Or cause equipment damage. This report details the —
analysis methodology and the status of each sneak problem €. DOC REQUIRED

identified as a result of SCA. It provides insight into the

extent and depth of the SCA.
8. AFPROVAL LIKITATION

7. APPLICATION/INTEARELATIONSHIP
7.1 This SCA Report provides data which may be used by

the procuring activity for statistical znalysis and, further, to

determine SCA cost~effectiveness. . :ﬁ"t’-;‘g‘s (randatory ss cited in
oC )
7.2 This Data Item Description (DID} contains the format *MIL-STD-785B (Task 205)

and content preparation instructions for the data product
qenerated by the specific and discrete task requirement as
delineated in the contract.

7.3 This DID is applicable when a Sneak Circuit Analysis

is required and performed in accordance with MIL-STD-785B (Task
205). KCSL NUHBEA(S)

7.4 This DID may be applied to any contract during the

10, PREPARATION INSTRUCTIONS
10.1 Format. Contractor’s format is acceptable.

10.2 Content. The SCA Report shall include the following data:

10.2.1 Methodology. » description of the methodology and procedures used to satisfy the
requirements for SCA as stipulated in MIL-STD-785B (Taszk 205). Specify computer resources and
test equipment used to perform SCA.

10.2.2 summary. A program summary of the results of SCA. Include problems encountered
accomplishing the analysis and program elements, procedures or analytical techniques which aided
accomplishing the analysis. Provide summary of total sncaks identified, number corrected, number
falsely {dentified, etc. Estimate total number of components in each system or subsystem
analyzed., Identify when SCA was accomplished (pricr to CDR, after CDR but prior to FCA, after
FCA).

10.4 Status. Provide a table which lists all snecaks identified through' SCA. This shall
include information from reports such as Sneak Circuit Report, Design Concern Report, Drawing
Error Report, Sneak Software Report, Software Design Concern Report, Software Document Error
Report, etc. As a minimum, the 1list shall include the following data for eacn sneak:

A. Date. Provide date the sneak was identified.

B. Sneak Nurber. Provide the contractor-assigned reference number for
the identified sneak.

C. Title, Provide title of the identified sneak.
D. System/Subsystem. Applicable system or subsystem in which sneak is located.
E. Sneak Category. Identify the sneak category as:

(1) Sneak Path. Current, energy or logical sequence is caused to flow.
a2long an unexpected path or {n an unintended directlion.

(2) Sneak iiming. Events occur in an unexpected or conflicting sequence.

(3) Sneak Inuication. These cause an ambiguous or false display of syster

Exhibit B-2. Proposed Revision to DI-R-7083 (Page 1 of 3)
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BLOCK 7 (CONTINVED)

P?ase, Full Scale Development Phase ard/or Production Phase, through DD form 250 sign
off.

7.5 The CDRL should specify initial submittal prior to Critical Design Review and final
submittal prior to Functional Configuration Audit.

7.6 The Contract Data Requirements List (CDRL) should specify whether this document is to
be prepared and delivered on bound 8 1/2 x 11 inch bond paper or electronic media.
1f electronic media is selected, the precise format must be specified.

This DID superseded DI-R-7083.

BLOCK 10 {CONTINVED)

operating conditions, and thus may result in an undesired action taken
by an operator.

(4) Sneak Label. A label which incorrectly or imprecisely labels system
functions (e.g., system inputs, controls, displays, buses, etc.} and
thus mislead an operator.

F. Nature of the Sneak. Identify the causal nature of the sneak as:

(1) Specafication Error

(2) Design Error

(3) Manufacturing Errer

(4) Other

. Sneak Severity Catcgory. Identify sneak category as:
(1) Category I (Catastrophic). May cause death or weapon system loss.

(2) Category II (Critical). May cause severe injury, major property
damage, or major system darage which will result in mission loss.

(3) Category 111 (Marginal). May cause minor injury, minor property
damage or minor system damage which will result i{n delay or loss of
availability or mission degradation.

(4) Category 1V (Minor). Not serious enough to cause injury, property
darage or syster darmage but will result in unscheduled maintenance or
repair.

=

. Disposition. Indicate if a change was implemented and implementation details.
If a change was not implermented, provide reason for not {mplementing the
suggested change. For exarmple:

(1) False ID. The sneak problem was falsely identifled.

(2) No Problem., The sneak design aid not manifest ftself into a sneak
probler.

(3) Ignored. The sneak effect was operationally insignificant or would
not cause functional failures.

(4) Time/Budget. Program time or budgetary constraints outweighed the
risk associated with not making the change.

1. CCB Date. If the resultant design deficiency was presented to the
Configuration Control Board, provide the date.

J. CCB Nu=ber. Configaratjor Control Board assigned number (if applicable).

X. CCB hAction. Action taken upo™ inmitial presentation to Configuration Control
Board.

L. Manhours. Estimate manhours required to correct sneak.

Exhibit B-2. Continued (Page 2 of 3)
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BLOCK 10 (CONTINVED)

Cost. Estimate cost to correct sneak.

Status/Date.
DID submittal.

Status of sneak report.

Status date shall be within 15 days of

Exhibit B-2, Continued (Page 3 of 3)
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3 HOERTINCATION #OS). el
DATA ITEd DESCTIPTION retncy Twouser
L nnse
RXLIABILITY STATUS RYPORT DoD DI-2-7080
& SRICAIS TIOw PuUAre ST

4 aPPROVaL DATE

80 ocT 14
To monitor and evaluate contraczor's progress and accoeplishqT o-ncg.-..m..v“_—'———_—

ments in conducting the Raliability Prograz for the REOnmMLITY
applicable contract end izex(s). UsA®
PRy
& 90C AKSVIARD

S APPAAVAL LINITATION

s APPLICATION/ INTERALL ATION IS

Applicadle to contracts which contain the requirezent for
reliability Program Reviews in accordance with HIL-STD=7853 [T acrtntncrsmmmamiey oo e "
(Task 103). Hew 19

This DID supersedes DI-R-1731 and DI-R-2119. 'HIL-STD-7853 (Task 103)

“CIL ML E AR
*AMSC No. Fll04
O3 EXRMPT

other reporcs.

PRCH AAATION INITAUCTIONS

1. Each repor: shall include the folloving {nformation as a minimum:

e amt ——

a. The work accomplished and resulcs obtained on each task defined by the wvork
statement or the Contractor's Rellabiliry Program Plan.

b. Sumnaries of the status of previously reported programs which vere unresolvec
at the close of the last reporting perfod.

c. A lfst of current problems containing:

(1) A serial number assigned to ident{fy the problem,

(2) The date on which the problem was firsc detected,

(3) A short statement {dentifying the problem and fts effec:.
(4) The activity assigmed to vork on the problem.

(S) The expected resolution and date to be achieved.

(6) A short statemenc of accomplishment to-date or a cross-reference to

(7) The date the problem was resolved.

DD .%*.1664 0941 oo 1

o'—-z—_"“a

Exhibit C-1. DI-R-7080 (Fage 1 of 2)
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0I-n-7080
lock 10. PREPARATION INSTRUCTIONS {(Continued)

d. A specific accounting of each design review action item remaining open
at the end of the last report period including a full description of the action
taken on each {ten.

e. ldentification of observed potential reliability problems introduced by
Government-furnished equipment and descriptions of accommodations or improve~
ment changes deemed necessary to make such equipment compatible.

2. The report shall include a graphic discussion of trends. A breakdown to
the configuration item level shall be made in the following manner:

Allocated Predicted Observed
Recuirement Value Value Value

3. The report shall include proposed changes to the Reliability Program Plan
(as applicavle).

4. Yhe Final Status Report can be icentified as the Procra- Sunmary Repert.

Page 2 of 2 Pages

Exhibit C-1. Continued (Page 2 of 2)
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DATA ITEM DESCRIPTION

2. IDENTIFICATION NO(3)

SENTY

NBALX

1. TILL
RELIABILITY STATUS REPORT

DoD

DI-R-7080 Rev.

3. DESCRIPTION/PURFOSE
To rmonitor and evaluate contractor’s progress and accomplishments

4. APPROVAL DATL

in conducting the Reliability Program for the applicable contract
end item(s). -

S. OFFICL OF PRIMARY RESPONSIBILITY
USAF

€. DOC REQUIRED

7. APPLICATION/INYERRZLATICNSHIP
Applicable to contracts which contain the requirerents for

8. APPROVAL LINITATION

reliabllity Program Reviews in accordance with MIL-STD-7853
(Task 103).

This DID supersedes DI-R-1731 and DI-R-2119.

9. RIFZRINCES (Mandatory as cited in

block 10)

*MIL-STD-785B (Task 103)

HCSL NOMBER(S)

10. PREPARATION INSTRUSTIONS

1. Each report shall include the following information as a minimum:

a. The work accomplished and results obtained on each task defined by the work statement

or the Contractor’s Reliability Program Plan.

b. Summaries of the status of previously reported programs which were unresolved at the

close of the last repor:ing period.

€. A surmary table of all identif:ed design problems. The list shall be on two parts.

(1) Part 1} will list current (open} problems and shall contain:

(a) Serial number assigned to identify each problem.

(b) Date on which probler was first detected.

{c) Short statement identifying the problem and its effec:.

(d) Activity assigned to solve the problem.

(¢) Expected resolutior and date to be achieved.

(f) Short statement of acco~plishment to date or a cross-reference to

other reports.

(2) Part 2 will begin on a new page and contain a surmary table of all problems

identified during the prograr. The list shall contatin:

(a) Serlal numbey assigned to identify each problenm.

(b) Date on which probler was {irst detected.
{c) Date the proble- was resdlved.

(d) Title of the probie~ report.

(e} Syster or subsyste- in which the probler was located.

Exhibit C-2. Proposed Revision of DI-R-7080 (Page 1 of 2)
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. i e L

d.

BLOCK 10 (CONTIMED)

(f) Brief description of each problem (sneak circuit, unintentional state
transition, component failure, etc.)

(5) The analytical tool or test method used to identify each problen
{Sneak Circuit Analysis, Fault Tree Analysis, Finite State Machine
Analysis, Failure Mode, Effect Analysis, burn in test, integration

test, etc.).

(h) Hazard Category if identified.

A specific accounting of each design review action item rermaining open at the end cf
the last report perlod including a full description of the action taken on each item.

Identification of observed potential reliability problems introduced by Government
furnished equipment and descriptions of accommodations or improvement changes deemed

necessary to make such equipment compatible.

4.

The Final Status Report can be identified as the Program Summary Report.

2. The report shall include a graphic discussion of trends. A breakdown to the configuration
izem level shall be rade in the following manner:
. Allocated Predicted Observed
Requirerent Value Value Value
3.

The report shall include proposed changes to the Rellability Program Plan (as applicatle).

Exhibit C-2. Continued (Page 2 of 2)
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Glossary

The definitions provided for the following terms apply only insofar as
the terms are used in this report.

Break-Before-Make

Clue

Cyclic Path
EDIF

Expert System Shell

Fault Tree

Finite State

Funtional Net

H Pattern

Refers to any switching device (e.g., switch, relay, contactor)
having a multiple contact arrangement such that upon being
switched the selected contacts will close (i.e., "make") only after
the de-selected contacts open (i.e., "break™).

A statement or question directed toward the SCA analyst
regarding the presence of a specific condition that past experience
has shown to have caused a sneak circuit. Clues are of two basic
types: (1) Those associated with circuit topological patterns and
(2) those associated with specific devices or circuit configurations.

Any closed (i.e., circular), topological path through a circuit.

Elecronic Data Interchange Format, an industry standard
governing the transfer circuit data such as electrical schematics
between computer aided design tools.

The basic software (the inference engine) required for processing
a set of rules constituting a knowledge base application, and the
software facilities for developing and maintaining the knowledge
base.

Diagrams employing a special, logic-type symbology for depicting
the hierarchical dependency of higher level failure events on
lower level events.

Used in reference to analyses utilizing Markov models or Petri
net diagrams where the operation of a system can be represented
by transitions between a finite number of processes or states.

A functional block diagram depicting power distribution and
control and major signal flow between system functional elements.

A topological pattern within a network tree. The branches of the
pattern form an "H" such that power flows into the branches at
the top and out the branches at the bottom. The branch
represented by the cross bar of the "H" can potentially conduct
current in both directions and therefore may be a sneak path.
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K Base File

MBB Switches

Make-Before-Break

M.1

Net List

Network Tree

Non-cyclic Path

OrCAD

Schematic Capture

X Pattern

Y Power Dome

A knowledge base file, i.e., a computer file containing a set of
rules constituting a knowledge base.

See Make-Before-Break.

Refers to any switching device (e.g., switch, relay, contactor)
having a multiple contact arrangement such that upon being
switched the selected contacts will close (i.e., "make") before the
de-selected contacts open (i.e., "break").

The trademark of a commercially available expert system shell
from Teknowledge, Incorporated.

A textual listing of the circuit interconnections and devices
appearing in a graphical schematic. Various formats including
EDIF are available for organizing the list.

A diagram depicting a small, functional portion of a system'’s
circuitty with all extraneous interconnections and devices removed
so as to highlight the circuit topology. The tree is drawn such
that power flows from top to bottom and signals flow from left to
right. Elements of the tree are cross-referenced to the detailed
electrical schematic(s) from which the tree was derived.

A topological path through a circuit in which the path progresses
without ever crossing back upon itself.

The trademark of a commercially available schematic capture
product from OrCAD Systems Corporation.

The process of generating, editting, and saving an electrical
schematic on a computer.

A topological pattern within a network tree. The branches of the
pattern form an "X" such that power flows into the branches at
the top and out the branches at the bottom.

A topological pattern within a network tree. The branches of the

pattern form a "Y" such that power flows into the branches at the
top and out the branch at the bottom.

93




T S A A DS S S A A 1K S A S A 9L WSS

B S T L AR T D T

o O IR L S S

MISSION .
of

Fome Awr Development Center

RADC plans and executes research, development, test and

selected acquisition programs in suvport of Command, Control,

Communications and Intelligerice (C*I) activities. Technical and

engieering suppe~t within areas of competence s provided to |
ESD  Program: Ojpices (POs' and other ESD elements to

perform effective acquisition of C*I systems. The areas of
technical competence include communications, command and
control, battle management information processing, surveillance
sensors, intelligence data collection and handling, solid state

sciences. electromagnetics, and propagation, and electronic

reliabiity/maintamability and compatrbility.

AR A AT A o S I SF N A S I A I SF I AK A S I 1K A9 1

7

-

K o SF S P SF S S F A

o>

P ALK o SF o S P S L SF

~

T



